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1. EXECUTIVE SUMMARY

11 PROBLEM STATEMENT / TYPE OF PROJECT REQUEST
CRITICAL NEEDS

Unprecedented economic and population growth in King and Snohomish Counties
is increasing demand for people with both the technical abilities and the workplace
skills to fill jobs in STEM-related fields. Employers are looking for workers

with a balance of job-specific training and academic proficiencies, as well as the
ability to communicate and be creative and collaborate. STE(A)M education is an
interdisciplinary approach that brings science, technology, engineering, arts and
mathematics together to prepare students for success in the 21st-century workplace.
Research demonstrates that students exposed to arts education score higher on
academic achievement tests and demonstrate greater social, cultural, emotional and
cognitive development.

Health care, which is currently one of the City of Shoreline’s three largest industries,
provides an example of both needs and opportunities. The Puget Sound Regional
Council forecasts that there will be 135,000 new health care jobs in the region by
2040. At the same time, the U.S. Health Resources and Services Administration
reports that by 2025 Washington State will have 7,000 unfilled positions for trained
nurses. Preparing students to fill these positions requires more nursing skills

training. Their education must foster observation, critical thinking, problem solving,
communications and teamwork abilities. Courses in math, science and the arts support
this broad-based approach.

Shoreline Community College plays a central role in preparing students for high-
demand, STEM-related occupations. The college’s nursing program is widely
recognized for excellence. Its math programs help students meet the prerequisites

for all of the college’s STEM-related degrees. Music and music technology education
programs provide training for jobs in the evolving technology sector and foster the
development of soft skills. All of these are critical to enabling students to develop the
skills for the 21st-century workplace. However, deficient facilities, lack of access and
inadequate learning environments limit enrollment in these programs and constrain
the college’s ability to provide students with the interdisciplinary education they need
to succeed.

Deficient Facilities

Shoreline’s campus consists largely of an aging group of small one- and two-story
residential scale buildings, with exterior walkways which are set in a maze-like
pattern that inhibits wayfinding and ADA access. The nursing program is located

in Building 2300, which is 46 years old. General-purpose and math classrooms

are located in Building 2200, which is 51 years old. The 2015 Facility Condition
Survey (FCS) survey notes that both facilities have significant system deterioration
and indicates their life expectancy is less than five years. It states that the buildings
should be comprehensively renovated or replaced. The buildings, which have similar




structural systems, lack the ability to resist seismic forces and could collapse in an
earthquake.

Music and music technology programs are located in Building 800, which is 40 years
old. The 2015 FCS score indicates that it should be replaced. The irregular geometry
of spaces results in an indeterminate structure that could collapse in an earthquake.
Collapse of the concrete bridge at the main building entry would constrain people
from exiting the building. All three buildings have life safety, mechanical and
electrical systems that do not meet code and are beyond their service life. IT and
power are not adequate to support contemporary equipment or technology. None of
the buildings has ever been substantially improved.

Program Access and Space Adjacencies

The math programs are scattered across campus, creating barriers to student success.
Separation of classrooms and faculty offices negatively impacts access, instruction
and engagement. The music building is in a remote location, visually and physically
separate from the main campus, which constrains opportunities for interdisciplinary
collaboration.

Inadequate Learning Environments

The existing buildings do not provide learning environments that supports student
achievement and retention. There are no spaces for project-based learning or informal
student study spaces, which are critical to teaching collaborative skills that students
need to succeed in the workplace.

The nursing program basic skills lab is located in an old storage room with no daylight
and limited ventilation. It does not have enough beds to accommodate the ideal

class size, limiting the college’s ability to serve enrollment demand. It is not ADA
accessible. There are no nursing simulation labs on campus, which forces students

and faculty to travel to hospitals, wasting time and disrupting the educational process.
Without a new facility to accommodate nursing program spaces the college will
become increasingly challenged to meet the demand for nursing graduates and fulfill
the forecasted workforce gaps in the region

Music classes are held in retrofitted spaces with limited daylight and ventilation. The
facilities do not have the technology required for instruction in music technology,
digital recording, gaming audio and sound engineering.

TYPE OF REQUEST
The STE(A)M Education Center is a replacement project.

1.2 PROPOSED SOLUTION

Shoreline Community College has identified a unique opportunity to bring academic,
professional-technical and arts programs together to increase student success,
achievement and retention. The STE(A)M Education Center colocates the nursing, math
and music programs to create a 49,961 square foot interdisciplinary center that fosters
students’ ability to think critically, collaborate and be creative. The new building will
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1.3

1.4

1.5

1.6

enable the college to meet its goal of preparing academic students for baccalaureate
education and professional-technical students for high demand occupations.

The center will provide right-sized nursing labs including a simulation lab, consolidate
the math program and provide spaces for contemporary music and music technology
education. It will contain general purpose classrooms and informal study spaces,
configured and equipped for active learning, that will be shared by all disciplines on
campus.

The STE(A)M Education Center will be located in an area of campus where it will act as
a connecting point between academic science programs and nursing, as well as between
music and music technology and visual arts. This location will promote programmatic
synergies, including between science and music and in areas of virtual and augmented
reality. Visibility of programs from inside and outside the building will make students
aware of the career pathways they can pursue. The project will remove barriers to ADA
access on the steeply sloped campus.

PROGRAMS ADDRESSED BY PROJECT

The project provides space for the college’s nursing, math. music, and music technology
programs. General purpose classrooms will also be scheduled for use by the engineering,
anthropology, anatomy and physiology, health informatics & information management,
medical lab technician, and phlebotomy programs.

PROBABLE COST SUMMARY AND COMPARISON TO BENCHMARK

Category Cost
Construction Contracts $22,311,816
Other Costs $6,949,184
Total (rounded to $1,000) $29,261,000

Total project cost is less than 100% of the expected cost for the facility type.

PROJECT SCHEDULE

Phase Start Complete
Predesign Sep-2018 Mar-2019
Design Jul-2019 Jun-2021
Construction Jul-2021 Apr-2023
FUNDING

The project is anticipated to be funded through general obligation bonds allocated through
the state’s capital budget.




2. PROBLEM STATEMENT, OPPORTUNITY, PROGRAM REQUIREMENT

21 DESCRIPTION OF THE PROJECT AND ITS BENEFITS

PROJECT DESCRIPTION

The new, 49,961 square foot STE(A)M Center colocates the nursing, math, music,
and music technology programs in an interdisciplinary facility that brings academic,
professional-technical and arts programs together. It replaces Buildings 2300, 2200
and 800 which the 2015 Facilities Condition Survey indicates are at the end of their
service lives and should be replaced. The new building will contain contemporary
classrooms and informal student study spaces that support active, project-based
learning, group work and peer-to-peer engagement. The project includes related site
work that improves ADA access, stormwater management, emergency access and
parking.

BENEFITS

Improved Program Access & Learning Environments

The new building will be located next to the college’s Health Sciences and Advanced
Manufacturing Building creating an interdisciplinary neighborhood of science,
technology, engineering, art and math programs in the center of the campus. Bringing
these programs together and making them visible to students improves program
access and increases awareness of the career pathways they can pursue. It helps
students understand the benefits of lifelong learning.

The facility is planned to provide the academic, technical and soft skills that support
student development, allowing them to gain a depth of knowledge in their area of
specialization as well as a breadth of understanding in other disciplines that gives
them the ability to communicate, create and collaborate. Active learning classrooms
will be configured and equipped to accommodate project-based learning. Informal
student study spaces will be a magnet that invite students from nursing, math and
music as well as the campus-at-large to engage with each other.

Nursing’s basic skills lab will be configured and equipped to emulate real-world
clinical and hospital environments. Simulation labs will provide students with hands-
on training in emergency and urgent care, and allow faculty to observe, test and
review student progress. Locating nursing simulation labs on campus eliminates the
need to go off campus and connecting the lab experience to the rest of the nursing
program.

Consolidating math classrooms, spaces for informal group study activities and faculty
offices will improve program delivery and increase instructor effectiveness. Informal
spaces for group study will not only be used by student study groups but will also be
used by faculty to meet with students who need help understanding math problems

Shared Resources

Active learning classrooms, meeting rooms, breakout spaces, workrooms and student
study, and gathering spaces will be shared by all of the programs in the building. The
facility is efficient and adaptable to changing program demands.
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Partnerships with K-12 and Local Businesses

The project will enhance local partnerships. The nursing program has articulation
agreements with the University of Washington for Bachelor of Science in Nursing
(BSN) completion, and collaborates with University of Washington Continuing
Nursing Education and North Puget Sound Clinical Placement Consortium. In
addition, nursing students use the simulation lab at Northwest Hospital, which is

part of UW Medicine. Northwest Hospital has identified the nursing program as a
significant source of well qualified graduates and has asked the college to consider
enhancing its medical education offerings to new programs. The project will promote
the enhancement of nursing students’ educational experience.

The music program has community relationships with the Shoreline-Lake Forest Park
Arts Council, the city of Shoreline, the Shoreline School District, Shoreline Rotary
and numerous community businesses, as well as industry relationships with Symetrix,
Ron Jones Productions, Skymuse Studios, Opus 4 Studios, Grammy U, The AES,

Ars Divina, London Bridge Studios, Summit Audio, Origin Records, Morgan Sound,
RFI Mastering, I Am Sound and Video. The project will allow these partnerships to
be enhanced through better use of space, as well as promote audio-visual synergies
through colocation in a campus neighborhood that includes the existing visual arts
center immediately adjacent to the project site.

2.2 FACILITIES MASTER PLAN, INSTITUTIONAL & STRATEGIC PLANS

1.

FACILITIES MASTER PLAN

The STE(A)M Center is the next replacement project in the college’s Facilities Master
Plan. The project addresses the institutional goals articulated in the master plan of
building community, increasing accessibility, and fostering sustainable practices. It
responds to the master plan’s goal of replacing worn and obsolete buildings with new
buildings that support the college’s current programs particularly in allied health and
sciences. Co-locating the nursing, math and music programs into a single facility
addresses the critical physical deficiencies and program needs associated with three
of its current buildings. The project will improve campus disabled access, provide
informal indoor gathering spaces, and contribute to campus sustainability. See page
155 in the Appendix. See project priority list for 10-year capital plan on page 66.

STRATEGIC PLAN AND INSTITUTIONAL GOALS

The project aligns the goals and strategies included in Shoreline’s Strategic Plan 2016-
21. (see page 153 in the Appendix).

Shoreline Goals and Strategy STE(A)M Education Center

GOAL 1

Attract students and community learners | STE(A)M education stimulates self-
and ensure successful attainment of their | confidence, communication skills,
goals through college programs, services, | cultural awareness and sensitivity
and teaching and learning environments. increasing academic achievement.




Shoreline Goals and Strategy

STE(A)M Education Center

STRATEGY IB. Engage in comprehensive
strategic enrollment management,
encompassing the entire student
experience, from the moment students
aspire to attend college to the moment they
attain their educational goals.

Co-locating programs currently housed
in small, separate facilities into a
multidisciplinary learning center will
make programs and career pathways
visible to students, promoting student
achievement and retention. Adjacency

of music, math and health sciences
programs will create opportunities for
interdisciplinary learning and innovation.

STRATEGY IC. Create physical spaces
and employ technologies that enhance
student learning

GOAL 2

Informal study and gathering spaces will
promote student-to-faculty and peer-to-
peer engagement. Learning environments
will be configured and equipped for
project-based learning to teach students
communication and collaboration skills
required by employers. Nursing skills
labs emulate real-life clinical and hospital
environments.

Continually strive for disciplined
excellence and focused improvement.

The versatile resources in the STE(A)M
Education Center will be shared by
programs across campus increasing their
space use efficiency and agility.

STRATEGY 2A4. Engage in an ongoing,
data-informed cycle of academic program
review that allows for agile changes in
program offerings with a focused, creative
mindset.

Combining multiple programs in a single
building will allow the college to adapt
to changing programs and to promote
greater collaboration around program
development and cross-disciplinary
curriculum.

STRATEGY 2D. Invest in high-impact
teaching practices for student learning

GOAL 3

Active learning classrooms, informal
student study spaces, meeting and
breakout rooms support high-impact
teaching practices and promote
innovation.

Ensure that a climate of intentional
inclusion permeates the College’s
decisions and practices, which
demonstrate principles of ecological
integrity, social equity, and economic
viability.

The center will increase social equity by
removing barriers to ADA and bringing
learners from multiple programs together
as a community. Interdisciplinary
collaboration between students and
faculty from music and nursing can open
the doors to new economic opportunities.
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Shoreline Goals and Strategy

STE(A)M Education Center

STRATEGY 3B. Develop and maintain
a framework to ensure that ecological

Designed to meet LEED silver
certification requirements, the

integrity guides our practices.

building will meet the college’s long
term commitment to environmental
stewardship conserving by energy, water
and other material resources.

RELATIONSHIP TO SBCTC SYSTEM DIRECTION GOALS

SBCTC System Direction Goal

STE(A)M Education Center

PROMOTE STUDENT ACHIEVEMENT AND SUCCESS

Improve math achievement

Consolidating math education at Shoreline will
provide more consistent, ongoing support for
students to succeed in math.

Increase access to wrap-around
student services to raise post-
secondary attainment for
underrepresented, adults, veterans,
and first-generation students and
increase the percent of basic skills
students that move beyond basic
skills.

Wrap-around services related to math
achievement, as well as ABE-level math
instruction, will be part of the consolidated math
offerings, which will include consistent, campus-
wide learning goals related to college success.

Close skill gaps within the
workforce to ensure workforce
training capacity is sufficient for
demand and increase awards in
high-demand professional-technical
programs.

INCREASE ACCESS TO POST-S

Trained health care providers, such as nurses and
certified nursing assistants, are in high demand
in the region; providing expanded, up-to-date
facilities for Shoreline’s nursing programs will
strengthen the college’s contribution to meeting
workforce demand.

ECONDARY EDUCATION

Provide incentives to increase

the number of people in Basic
Education for Adults programs and
programs that combine basic skills,
English language, academic, and
jobs skills training.

The nursing facilities in the building will allow
expansion of the Nursing Assistant Certified
program, which is part of the Integrated Basic
Education & Skills Training (I-BEST) program.

Enroll more underrepresented,
first-generation and adult students,
active military, veterans and their
dependents and develop means to
attract former students needing
credits for degrees, certificates, or
credentials.

Completion of college math is a challenging
milestone for most community college students,
particularly those from groups addressed in this
goal. The coherent and comprehensive math
support provided in this building will attract
students who self-identify as needing additional
support in math.




SBCTC System Direction Goal

STE(A)M Education Center

BUILD ON THE SYSTEM’S STRENGTH AND SUCCESSES

Increase communication and
partnerships within the system,
including faculty, students and staff,
and with business, labor, K-12,
four-year institutions and other
stakeholders.

Colocating math offerings including ABE-level
math, supplemental instruction, and student study
areas will allow students to engage in group
study around math concepts, creating a learning
community with access to faculty. This model
will bring significant change for Shoreline’s

math instruction. Co-location will provide an
opportunity for increased communication,
partnership, and sharing of best practices as part
of state-wide math achievement initiatives.

24 PROGRAM AND RELATED SPACE TABLE

Program Existing | Proposed Change
CLASSROOMS 21,833 31,095 9,262
Nursing
Classrooms, skills lab, medication room,
simulation labs, control room, debrief, patient 5,191 9,910 4,719
toilet, laundry, supply room
Music and Music Technology
Classrooms, rehearsal/ practice rooms, piano lab,
recording/ studios, multi-media computer lab, file 9,529 11,925 2,396
library, instrument storage, lockers
Math
Classrooms, instruction 5,425 5,100 (325)
Classroom Support
Group study, breakout rooms, faculty break rooms, 1,688 4,160 2472
student lounge, copy/ work room, conference
rooms
FACULTY OFFICES 3,233 3,310 77
Dean/ director’s offices, faculty offices, shared
adjunct and part time staff workstations 3,233 3,310 77
Assignable Square Feet (ASF) 25,066 34,405 9,339
Support Spaces 22,615 15,556 (7,059)
Subtotal Gross Square Feet 47,681 47,681 0
* Allowance For External Circulation 0 2,280 2,280
Gross Square Feet (GSF) 47,681 49,961 2,280
Efficiency 52.6% 68.9% 16.3%
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25

2.6

341

The replacement projects allows the college to re-purpose existing spaces to serve
program needs increasing functionality. The existing facilities have an assignable to gross
square foot efficiency of 53%.

The replacement building provides a higher percentage of assignable square feet relative
to the total, increasing efficiency to 69%.

INCREASED TYPE 1 AND TYPE 2 FTES ACCOMMODATED BY THIS PROJECT

Demand for education in the college’s service district is growing. The 2016 Capital
Allocation Model (CAM) projects that the college’s Type 1 FTES will increase by 232
students and that Type 2 FTES will grow to 291 over the next decade. Note: Summer
and fall 2017 college-wide enrollment, compared to summer and fall 2016, is up 104
annualized FTEs.

The college has secured state board approval to build on-campus student housing with
225 beds which was not accounted for in the CAM and is anticipated to be an additional
stimulus to enrollment growth.

TABLE OF AFFECTED EXISTING BUILDINGS

UFI Building GSF Year | Exterior Circulation| Total GSF
A05615 | MUSIC (800) 23,822 1977 0 23,822
A07428 | REGCLA (2200) 6,720 1966 2,280 9,000
A07524 | NURSED (2300) 17,589 1971 0 17,589

Total 47,681 * 2,280 49,961

* See diagram and calculations on page 76 in the Appendix.

ANALYSIS OF ALTERNATIVES

DEFINITION OF CAPITAL PROBLEM

Building Age (2017) 2015 FCS Score
MUSIC (800) 40 530
REGCLA (2200) 51 438
NURSED (2300) 46 460
Average Weighted Score 46 492
BUILDING 800

Building Age & Condition

Building 800 is 40 years old and is in the worst condition of any building on campus.
The Facility Condition Survey (FCS) score is 530 indicating it should be replaced. The
FCS states that the building has a life expectancy of 5 to 15 years. See page 143




Functionality

Building 800 was designed to serve the college’s music programs. Some adaptations
have been made to accommodate contemporary music technology programs such as
MIDI Music Production and digital audio engineering but the building does not have
the spaces or A/V systems required to meet their needs.

The building was originally built as a one-story, elevated structure. Some years

later the space below was enclosed to create a lower level for storage, offices and
classrooms. No stairs, elevator or ventilation was provided. There is limited access

to daylight. Students, faculty and staff are forced to walk out and around the outside
of the building to get from one level to another. The separation of programs keeps
students and faculty in silos, limiting engagement and sharing of resources. Although
the storage areas are not suitable for occupancy they are currently being used for
instruction, rehearsal and offices.

Mechanical, Electrical, Telecom, and Plumbing Systems

The mechanical, plumbing and electrical systems do not meet code, are beyond their
useful life and should be replaced. The lower level of the building is not ventilated.
Backbone cabling does not have the capacity or bandwidth to adequately transport the
voice, data, and video applications required for contemporary instructional programs.

BUILDING 2200
Building Age & Condition

Building 2200 is 51 years old and is in failing condition. The 2015 FCS score is 438.
The survey indicates that the building has a life expectancy less than five years and
states that it should be renovated or replaced. page 146.

Functionality

The small building contains classrooms which are accessed from an exterior walkway.
It is not adaptable to evolving program needs. The original, tiered lecture hall was
subsequently divided into two classrooms. The stepped floor remains, restricting table
and chair layouts that would accommodate contemporary team-oriented learning. The
thin partition between the spaces can be flexed by pushing on it and does not provide
any acoustic separation. As a result, these are the least utilized spaces on campus.

Mechanical, Electrical, Telecom, and Plumbing Systems

The mechanical, plumbing and electrical systems do not meet code, are beyond

their useful life and should be replaced. The building does not have any restrooms.
Backbone cabling does not have the capacity or bandwidth to adequately transport the
voice, data, and video applications required for contemporary instructional programs.
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BUILDING 2300
Building Age & Condition

Building 2300 is 46 years old and is in failing condition. The 2015 FCS score is 460.
The survey indicates that the building has a life expectancy of less than five years and
states that it should be renovated or replaced. page 149.

Functionality

The original, tiered lecture hall is under-utilized because it is too large for instruction.
The lower level of the building was designed for use as a storage area and does not
have access to daylight or ventilation. Although it was not intended to be occupied

it was subsequently modified to accommodate the nursing skills lab. The separation
of programs keeps students and faculty in silos, limiting engagement and sharing of
resources.

Mechanical, Electrical, Telecom, and Plumbing Systems

The mechanical, plumbing and electrical systems do not meet code, are beyond their
useful life and should be replaced. Systems in the lower level, which was designed
for storage, are totally deficient. Backbone cabling does not have the capacity or
bandwidth to adequately transport the voice, data, and video applications required for
contemporary instructional programs.

SEISMIC, LIFE SAFETY, ADA ACCESS AND ENERGY CODE ISSUES

Seismic

Buildings 2200, 2300 and 800 are all seismically deficient and could collapse in an
earthquake.

Building 2200 and 2300 have the same structural systems and deficiencies. The
cantilevered roof is supported by glulam beams that are rotting due to weather
exposure and water damage. Roof sheathing is insufficiently connected to the
structure. Roof-to-wall connections do not provide adequate transfer of forces
expected in a major earthquake. Building walls are under-reinforced by today’s code
requirements. The floor framing lacks sufficient connection to the foundation walls
to transfer lateral loads to the ground. Interior building components such as utility
pipes, mechanical equipment and shelving are not anchored to the floor and walls and
present a life safety hazard during a seismic event. See the structural report on page
79 in the Appendix.

Building 800 does not have adequate capacity due to discontinuity of horizontal shear
walls and an irregular lateral support system between floors. The existing beams,
columns and foundation wall are undersized. The main level is accessed via a concrete
pedestrian bridge. The lack of a seismic joint between the structures subjects the
bridge is to an extreme torsional irregularity in a seismic event. The bridge could fail
preventing occupants from exiting the building and posing a threat to life safety. See
the structural report on page 79 in the Appendix.
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Life Safety

Building 2200 does not have a fire sprinkler system. Building 2300 has fire sprinkler
coverage on the upper floor only. Occupied spaces in the lower level are not protected.
Building 800’s fire sprinkler system is limited and does not adequately protect the
building.

Smoke detection and horn/ strobe coverage in all three buildings is very limited. Fire
alarm systems do not have code required audible and visual alarms.

The buildings do not have intrusion detection, access control, or video surveillance.

ADA Access

All three buildings have significant access deficiencies. None of them comply with the
intent of the American with Disabilities Act (ADA).

Buildings 2300 and 800 are both two-story structures. They do not have elevators to
connect the levels. Disabled students, faculty and staff must exit the buildings and
take a circuitous route around the perimeter to go between floors. A series of steps on
the lower level of Building 2300 restrict access to the nursing lab.

Plumbing fixtures in all three buildings are deficient and do not comply with ADA.

Energy Code Issues

None of the energy related systems in the three buildings (building envelope, HVAC
and electrical) has ever been substantially improved. Systems are largely the same as
when the buildings were constructed, 40 to 51 years ago. Deficiencies include single
pane windows without thermal breaks, inadequate roof and wall insulation, inefficient
mechanical systems and lighting systems without daylight or occupancy controls. All
of these systems would have to be completely replaced in a renovation to meet the
Washington State Energy Code.

3.2 OBVIOUS AND CRITICAL NEEDS

1.

NEW SPACE FOR ENROLLMENT DEMAND

No new net space is proposed by this project.

REPLACEMENT

Program Mix Changes

There are no program mix changes.

Simplifying Space Relationships

The current programs are served among three buildings across campus. Combining
and co-locating programs within a single facility enhances functional adjacencies,
promotes efficiencies and reinforces STE(A)M education principles for cross
disciplinary learning. Informal student study spaces are shared by all three programs
within a single building, bringing students and staff from different departments
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together to enhance a sense of learning community. In addition, operating,
maintaining and securing a single building is advantageous for facility staff.

ACCREDITATION NEEDS

The College anticipates many of the instructional space in Building 800 and the
nursing skills lab in Building 2300 proposed to be replaced by this project will be
cited as deficient in the next accreditation visit. These classrooms and the skills lab
were originally storage areas that have been re-purposed for instructional use but
they do not have adequate ventilation and mechanical systems to meet occupancy
requirements by code. Additionally the nursing program is not currently supported
by on-campus simulation labs. This project proposes to address this deficiency by
providing simulation spaces with high tech/ experiential and interactive space to
enhance nursing and health science training.

3.3 ALTERNATIVES CONSIDERED

1.

PROGRAMMATIC & FACILITY-RELATED

The college considered not consolidating programs into a single facility but rather an
alternative of renovating buildings 800, 2200, and 2300. Doing so keeps the Nursing,
Math and Music, programs in their current locations with comprehensive renovations
of each respective building. New classroom and lab configurations could be expected
to accommodate program needs but would be limited in their long-term flexibility due
to inherent characteristics of these buildings.

Alternative 01 - Renovation

Inadequate fire/emergency access

The existing building proximities do not meet current fire separation setbacks and
emergency access requirements. There is no access for firefighting equipment due to
topography and limited clearances between buildings. Buildings 2200 and 2300 do not
have required distances between structures with combustible roofs. Renovations will
extend the useful life of the buildings but will not address the separation and access
requirements.

The small buildings are functionally deficient

The Facility Conditions Survey (FCS) states that the buildings are poorly configured
resulting in programs that cannot function in existing space. The FCS recommends
each building be renovated or replaced. The size of each of these buildings relative to
the programs they must serve as well as the need to consolidate and share resources
through collocation makes renovation untenable.

Buildings 2200 and 2300 are too small to be efficiently renovated

The buildings do not accommodate future need or any program growth.
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Significant code improvements would be required

The age of the buildings and the scope of the renovation project would trigger code-
required comprehensive improvements for site and building systems. Renovation

of buildings would require costly upgrades to meet current ADA and energy code
standards.

CONSEQUENCES OF DOING NOTHING

There will be significant negative consequences if nothing is done. The aging,
decaying buildings do not accommodate the college’s current needs and are a liability
for the future. Existing facilities do not provide an instructional environment that
supports student achievement. Current “bottle-necks” for prerequisite classes is
expected to impact retention and enrollment in associated programs will decline. The
condition of the existing buildings makes them subject to failure. The college could
be faced with the emergency replacement of a facility. The impact on programs and
enrollment may be devastating to the college.

COST ESTIMATE FOR RENOVATION ALTERNATIVE

Category Cost
Acquisition $0
Consultant Services $4,554,773
Construction Contracts $19,501,926
Equipment $2,264,226
Artwork $84,410
Other Costs $250,203
Total (rounded to $1,000) $26,656,000

See page 25 for C-100 summary.

Due to the number of deficiencies including seismic, energy, envelope and space
configuration in these buildings, renovation costs exceed 91% of the replacement
value. The result would be an expensive and highly compromised project.

PROJECT PLANNING OF PREFERRED ALTERNATIVE

41

HISTORY OF BUILDING AND ORIGINAL FUNDING SOURCE

The initial development of the Shoreline Community College campus was completed

in 1965. Building 2200, which was completed in 1966, and Building 2300, which was
completed in 1971 were among the first buildings to be constructed on the campus.
Building 800 was completed in 1977. All three buildings were funded by the state capital
budget.

14 Shoreline Community College | Project Request Report



4.2

4.3

4.4

USEFUL LIFE OF PROPOSED FACILITY

The new building is planned and budgeted to be a flexible, durable facility that will serve
the college and its changing needs for more than 50 years.

SUSTAINABILITY

The building is planned and budgeted to maximize building system performance

and reduce the total cost of ownership. The building is targeted for LEEDv4 Silver
certification, which places significant emphasis on energy efficiency and material selection
(see page 33 in the Appendix). Eleven of the state’s required Best Practices to Reduce
Greenhouse Gas Emissions have been identified as achievable for this project (see page
171 Appendix).

IMPACT ON DEFERRED MAINTENANCE AND REPAIR BACKLOG

The age and condition of the three buildings to be replaced indicates that failure of
building systems could occur at any time, requiring capital funds to be expended for a
temporary solution.

ENVELOPE

Building 800 » Replace roof flashings to halt water infiltration
» Seal air infiltration gaps and replace windows
* Replace entry doors/ hardware

Building 2200 * Replace entry doors/hardware

Building 2300 * Replace entry doors/hardware

LIFE SAFETY
Building 800 * Replace / upgrade fire alarm system

Building 2200 * Replace / upgrade fire alarm system

Building 2300 * Replace / upgrade fire alarm system

STRUCTURAL
Building 800 « Stabilize foundation settlement
MECHANICAL
Building 800 » Repair / replace leaking pneumatic controls and lines
» Replace corroded plumbing
» Provide a new ventilation system to provide proper air quality in the
lower level instructional space
Building 2200 » Rebalance / repair existing HVAC equipment
Building 2300 Repair/replace leaking pneumatic controls and lines

Replace aging mechanical equipment
Replace corroded plumbing
Repair clogged drain lines

15



4.5

4.6

4.7

4.8

ELECTRICAL

Building 800 » Upgrade electrical service capacity and branch circuit panels to
provide adequate power
* Increase IT infrastructure capacity

Building 2200 » Upgrade electrical service capacity and branch circuit panels to
provide adequate power
* Increase IT infrastructure capacity
* Replace / upgrade code-required egress lighting

Building 2300 » Upgrade electrical service capacity and branch circuit panels to
provide adequate power
* Increase IT infrastructure capacity
* Replace / upgrade code-required egress lighting

HAZMAT

Building 2300 » Remove / replace asbestos tiles on mechanical screen

ACQUISITION NEEDS

The site is on the Shoreline Community College campus. No site acquisition is required.

MITIGATION AND NEIGHBORHOOD RELATED ISSUES

There are no neighborhood or mitigation issues.

PARKING EXPANSION DIRECTLY RELATED TO THE PROJECT

The parking spaces required are determined by the Master Development Permit which
was approved by the City of Shoreline Hearing Examiner Findings, Conclusions and
Decision, dated April 22, 2014. It states: “Shoreline Community College shall provide
1,670 on-campus parking spaces during all phases of the Master Development Plan. At no
time shall there be fewer than 1,670 on-campus parking spaces.”

Prior to construction of this project, the College will exceed the minimum parking count
required by having 1,946 stalls.

With the construction of this project, the parking supply on campus is expected to
decrease when a portion of the North Greenwood lot will be needed to accommodate

a new stormwater detention facility required per the MDP. The project will require an
overall review of the entire campus parking availability as part of the permit submittal,
however it is expected that the remaining parking count on campus post-construction will
remain above the 1,670 stalls required.

PERMIT ISSUES, VARIANCES REQUIRED

Zoning for the site is governed by the City of Shoreline Municipal code Chapter 20. The
site 1s currently zoned “Campus SCZ.” All development within the campus zones are
governed by a Master Development Plan (MDP). The most recent MDP was approved by
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4.9

410

the City of Shoreline Hearing Examiner April 22, 2014. Under the terms of the MDP no
variance is expected for the project.

The construction of this project and demolition of three existing buildings is included

in the MDP. The height of the proposed building is not limited by the MDP, but the
number of stories allowable is limited to four. Height limitations will be driven by the
International Building Code (IBC) height requirements. The location of the building will
be interior to the existing campus and away from the single family neighborhoods per the
MDP. The MDP requires that the building employ sustainable design practices and adopt
LEED or similar rating system.

The 2018 edition of the IBC with Washington State amendments is assumed to regulate
the design of this facility.

The following highlights provide a summary of the primary applicable regulations.

The building is a mixed-occupancy building with non-separated uses. It includes A-3,
B, and S-1 occupancies.

The most restrictive occupancy in the building is A-3. This occupancy allows a
maximum building area of 232,500 gsf for Type IIA Construction.

An automatic sprinkler system will be required for the building.

The maximum allowable building height is 85 feet and maximum number of stories
above grade plane is 4 feet.

UTILITY AND OTHER INFRASTRUCTURE NEEDS

Campus services including gas, sanitary sewer, domestic water and power serve the
project site. Minor improvements and branch connections to main lines will serve the new
building. New domestic water connections will be required for the fire sprinkler service.
A new fire hydrant is expected to be required at the south end of the building.

STORM WATER AND OTHER ENVIRONMENTAL ISSUES

Storm runoff from the project area will be collected into an underground pipe system and
diverted to an enlarged detention and infiltration pond on the lower campus Greenwood
Parking Lot. Water quality treatment facilities will be installed on the project site to treat
storm runoff from pollutant-generating impervious areas if these areas exceed the code
requirement threshold. The treated water will drain to the underground pipe system that
conveys water downhill to the detention and infiltration pond. Enhanced treatment for
stormwater quality treatment is required by city code.

Low Impact Design (LID) is required by city code. The LID measures may include
bioretention cells or permeable pavement, depending on the final building design and
soil conditions. The infiltration pond in the Greenwood Parking Lot will also be a LID
element.
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ROADS AND TRAFFIC SIGNALS
Off campus roads and traffic signals will not be affected by this project.

DAHP AND TRIBAL REVIEWS

The project will comply with the Executive Order 05-05. The college and its consultant
team met with DAHP representatives on-site in September 2017 to review the project
parameters and outline steps for moving forward. The college will work with DAHP

to complete a Historic Inventory Report including all buildings on campus, which is
anticipated to set guiding principles for design of the project upon funding approval. A
memo detailing the meeting with DAHP is included in the Appendix. (see page 31)

FALL 2016 UTILIZATION OF CLASSROOMS, LABORATORIES
AND ALL INSTRUCTIONAL AREAS ON CAMPUS

Space utilization yields the following recent data for classrooms and labs.
The full data is available in the attached excel file.

Quarter Program Space Utilization (hours per week)
Fall Quarter 2016 Classrooms 14.12

Labs 14.04

Campus 13.87

NEW PROGRAMS, CHANGING MIX OF PROGRAMS

The programs to be housed in the replacement facility include, nursing, math and music
offerings.

NEW SPACE AND WHAT HAPPENS TO VACATED SPACE

The project provides new space for the college’s nursing, math and music programs. The
buildings currently housing these will be demolished. Buildings 2200 and 2300 must be
demolished prior to construction to make room for the replacement building. Building 800
will continue to house the music program until construction of the replacement building is
completed. After the music program moves, Building 800 will be demolished.

COMPARISON OF EXISTING AND NEW SPACES TO THE CAM

The proposed project is a replacement project. There is no net new area. The project
repurposes space among the existing programs to provide more efficient and functional
spaces.

NEED AND AVAILABILITY OF SURGE SPACE

No surge space will be needed for the music program since Building 800 can remain
while construction occurs. The nursing program including office space, the skills lab and
general classrooms along with classrooms for math in Buildings 2200 and 2300 will be
temporarily housed in portable units.
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FLEXIBILITY AND ADAPTABILITY OF PROPOSED SPACE

Consolidating instructional space from three buildings into one building provides long-
term flexibility as programmatic changes occur over time. Locating classrooms and

offices in a three-story structure with a double loaded corridor maximizes flexibility for
evolving instructional needs.

The building will be comprised of classrooms, basic skills and simulation labs that are
supported by informal study, breakout, team rooms and faculty-to-student interaction
spaces. This balance of active instructional space with student-centric individual

and group study will be supplied by infrastructure that supports continued growth of
technology, online delivery of education and improved workplace readiness. Spaces will
be designed for adaptability allowing students to collaborate virtually, in-between classes,

spontaneously, and in a scheduled session on team assignments.

PROJECT BUDGET ANALYSIS FOR PREFERRED ALTERNATIVE

51

PREDICTION OF OVERALL PROJECT COST

PROJECT BUDGET

Category Cost
Acquisition $0
Consultant Services $4,175,899
Construction Contracts $22,311,816
Equipment $2,226,817
Artwork $96,579
Other Costs $450,332
Total (Rounded to $1,000) $29,261,000

Total project cost is less than 100% of the expected cost for the facility type.

See page 23 for C-100 summary.

EXPECTED COST CALCULATION

Facility Type Expected $/SF GSF Expected Cost
Classroom Building $586 49.961 $29,272,150
Total 49.961 $29,272,150
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5.2 COMPARISON OF $/FTE TO SIMILAR SBCTC PROJECTS
PROJECT BUDGET /NET NEW FTES COMPARISON

New | $/Net New
Current SBCTC Projects GSF | Project Cost FTES FTES

Edmonds Community College

. . _ . 69,910 | $47,378,000 583 $81,266
Science Engineering Technology Building

Cascadia College
) 66,100 |  $41,147,000 254 $161,996
Center for Science & Technology

Shoreline Community College

: 49,961 | $29,272,150 334 $87,641
STE(A)M Education Center

*  The above comparison projects are from the SBCTC 2018 Major Project List. The 2026
FTES are the total net FTE growth of each college in 2026 per state board projections.

5.3 ANTICIPATED ANNUAL IMPACT ON THE COLLEGE’S O&M BUDGET

There is no anticipated impact on the college’s operations and maintenance budget. Costs
to operate and maintain the new facility are offset by current costs for operating and
maintaining the three existing buildings.

54 JUSTIFICATION FOR DESIRED METHOD OF CONSTRUCTION

The college evaluated three options for project delivery, general contractor construction
manager (GCCM), design-build and design-bid-build. Design-bid-build was selected
because it aligns with the college’s priorities. It enables the college to involve its
stakeholders during the planning, design and construction phases of the project and
typically results in the lowest cost at bid.

The state’s biennial funding schedule does not take advantage of design-build’s schedule
efficiency.

The college has successfully delivered major projects of comparable scope and cost
with design-bid-build. Responsibility criteria will be included in the contract documents
to ensure that a qualified contractor is awarded the project. Adequate design and
construction contingencies to manage the project are included in budget.
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Project Budget (Form C-100) - Replacement

PROJECT BUDGET (FORM C-100) - REPLACEMENT

The full C-100 is available in the attached excel file.

StaTE OF WASHINGTON

AGENCY / INSTITUTION PROJECT COST SUMMARY

Agency
Project Name
OFM Project Number

Shoreline Community College

STE(A)M Education Center- Replacement

Contact Information

Name Stuart Trippel
Phone Number 206-546-4672
Email strippel@shoreline.edu
Statistics
Gross Square Feet 49,961 MACC per Square Foot $342
Usable Square Feet 0 Escalated MACC per Square Foot $387
Space Efficiency 0.0% A/E Fee Class B
Construction Type College classroom facilitf ~ A/E Fee Percentage 7.38%
Remodel No Projected Life of Asset (Years) 50
Additional Project Details
Alternative Public Works Project No Art Requirement Applies Yes
Inflation Rate 2.80% Higher Ed Institution Yes
16101 Greenwood
Sales Tax Rate % 10.00% Location Used for Tax Rate Ave N, Shoreline
WA 98133
Contingency Rate 5%
Base Month November-17
Project Administered By DES
Schedule
Predesign Start September-18 Predesign End March-19
Design Start July-19 Design End June-21
Construction Start July-21 Construction End April-23
Construction Duration 21 Months
Green cells must be filled in by user |
Project Cost Estimate
Total Project $26,003,635 Total Project Escalated $29,261’443
Rounded Escalated Total $29,261,000
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Project Budget (Form C-100) - Replacement

StaTE OF WASHINGTON

AGENCY / INSTITUTION PROJECT COST SUMMARY

Agency
Project Name
OFM Project Number

Shoreline Community College

STE(A)M Education Center- Replacement

Cost Estimate Summary

Acquisition
Acquisition Subtotal $0|  Acquisition Subtotal Escalated $0
Consultant Services
Predesign Services $200,000
A/E Basic Design Services $912,808
Extra Services $1,383,324
Other Services $1,139,602
Design Services Contingency $181,787
Consultant Services Subtotal $3,817,521 Consultant Services Subtotal Escalated $4,175,899
Construction
Construction Contingencies $853,601 Construction Contingencies Escalated $967,642
Maximum Allowable Construction $17,072,010 Maximum Allowable Construction Cost $19,315,827
Cost (MACC) (MACC) Escalated
Sales Tax $1,792,561 Sales Tax Escalated $2,028,347
Construction Subtotal $19,718,172 Construction Subtotal Escalated $22,311,816
Equipment
Equipment $1,785,796
Sales Tax $178,580
Non-Taxable Items S0
Equipment Subtotal $1,964,376 Equipment Subtotal Escalated $2,226,817
Artwork
Artwork Subtotal $96,579| Artwork Subtotal Escalated $96,579
Agency Project Administration
Agency Project Administration %0
Subtotal
DES Additional Services Subtotal S0
Other Project Admin Costs S0
Project Administration Subtotal S0 Project Administation Subtotal Escalated i)
Other Costs
Other Costs Subtotal $406,987| Other Costs Subtotal Escalated $450,332
Project Cost Estimate
Total Project $26,003,635 Total Project Escalated $29,261,443
Rounded Escalated Total $29,261,000
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Project Budget (Form C-100) - Alternative (Renovation)

PROJECT BUDGET (FORM C-100) - ALTERNATIVE (RENOVATION)

The full C-100 is available in the attached excel file.

AGENCY / INSTITUTION PROJECT COST SUMMARY

StaTE oF WASHINGTON

Agency
Project Name
OFM Project Number

Shoreline Community College

STE(A)M Education Center- Renovation Alternative

Contact Information

Name Stuart Trippel
Phone Number 206-546-4672
Email strippel@shoreline.edu
Statistics
Gross Square Feet 47,681 MACC per Square Foot $313
Usable Square Feet 0 Escalated MACC per Square Foot $354
Space Efficiency 0.0% A/E Fee Class B
Construction Type College classroom facilif ~ A/E Fee Percentage 10.53%
Remodel Yes Projected Life of Asset (Years) 50
Additional Project Details
Alternative Public Works Project No Art Requirement Applies Yes
Inflation Rate 2.80% Higher Ed Institution Yes
16101 Greenwood
Sales Tax Rate % 10.00% Location Used for Tax Rate Ave N, Shoreline
WA 98133
Contingency Rate 5%
Base Month November-17
Project Administered By DES
Schedule
Predesign Start September-18 Predesign End March-19
Design Start July-19 Design End June-21
Construction Start July-21 Construction End April-23
Construction Duration 21 Months
Green cells must be filled in by user |
Project Cost Estimate
Total Project $23’732'804 Total Project Escalated $26'655,538

Rounded Escalated Total

$26,656,000




Project Budget (Form C-100) - Alternative (Renovation)

StaTE oF WASHINGTON

AGENCY / INSTITUTION PROJECT COST SUMMARY

Agency
Project Name
OFM Project Number

Shoreline Community College

STE(A)M Education Center- Renovation Alternative

Cost Estimate Summary

Acquisition
Acquisition Subtotal $0| Acquisition Subtotal Escalated S0
Consultant Services
Predesign Services $200,000
A/E Basic Design Services $1,140,148
Extra Services $1,383,324
Other Services $1,241,741
Design Services Contingency $198,261
Consultant Services Subtotal $4,163,474|  Consultant Services Subtotal Escalated | $4,554,773
Construction
Construction Contingencies $747,248 Construction Contingencies Escalated $847,081
Maximum Allowable Construction Maximum Allowable Construction Cost
14,944,956 16,881,942
Cost (MACC) ? (MACC) Escalated ?

Sales Tax $1,569,220 Sales Tax Escalated $1,772,903
Construction Subtotal $17,261,424 Construction Subtotal Escalated $19,501,926
Equipment

Equipment $1,815,796

Sales Tax $181,580

Non-Taxable Items S0

Equipment Subtotal $1,997,376 Equipment Subtotal Escalated | $2,264,226

Artwork

Artwork Subtotal $84,410| Artwork Subtotal Escalated | $84,410
Agency Project Administration

Agency Project Administration %0

Subtotal

DES Additional Services Subtotal S0

Other Project Admin Costs S0

Project Administration Subtotal S0 Project Administation Subtotal Escalated S0

Other Costs

Other Costs Subtotal $226,121| Other Costs Subtotal Escalated $250,203
Project Cost Estimate

Total Project $23'732,804 Total Project Escalated $26'655,538

Rounded Escalated Total 526,656,000
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PROJECT PARAMETERS FORM

Project Parameters Form

Type of Space Square Footage Percent
Renovation of Existing (S1) 0

New Space (S2) 49,961

Exterior Circulation of Existing. See Appendix H. (S6) 2,280

Demolished Area (S3) 47,661

Total Affected Area (S4) 49,961 100%
Net Area Change = New — Demo — Circulation S5 0

Costs Dollars Percent
Acquisition $0 0%
Consultant Services $4,175,899 14.27%
Construction Contracts (w/o eligible Infrastructure) Ca  $22311,816 76.25%
Eligible Infrastructure Contracts (from C100) Cb N/A 0%
Equipment $2,226,817 7.61%
Artwork $96,579 33%
Other Costs $450,332 1.54%
Project Management $0 0%
Total Project Cost (C1) $29,261,000 100%
Funding Dollars Percent
State Appropriation $29,261,000 100%
Financed — backed by State Appropriation N/A

Local Funds — Cash (see list of qualifying funds) N/A

Financed — backed by Local Funds N/A

Total Project Funding
Matching

Variance = Cost — Funding

(F1)  $29.261,000 100%

Project Weighting Equivalent Area  Percent
Matching X
Infrastructure X
Renovation X
Replacement 49.961 100%
New X
Total S4 49,961 100%
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Minimum & Overarching Criteria

MINIMUM & OVERARCHING CRITERIA

2019-21 Minimum and Overarching Criteria Points

Evaluation Criteria Scoring Standard

College Response Affected buildings are at a single site. Yes /No

College Response Project does not include improvements to Yes/No
temporary or portable facilities.

College Response Project is not a gymnasium or recreational Yes /No
facility.

College Response Project is not an exclusive enterprise function Yes /No
such as a bookstore, dormitory or contract food
service.

College Response Project is not dependent on another project in Yes /No
the current request.

College Response Project meets LEED Silver Standard Yes /No
requirements.

College Response College has a Greenhouse Gas Emission Yes / No
Reduction plan.

College Response The facility is state-owned or a condominium Yes /No

interest is held (state capital funds cannot be
spent on leased space).

College Response Project will take more than one biennium. And, | Yes/No
project costs at least $5,000,000 and does not
exceed 70,000 gsf without WACTC Capital
Budget Committee approval.

College Response If project includes renovation or replacement, Yes /No
then affected buildings have been owned by the
college for 20 years at the time of the request.

College Response If project includes renovation, then the project Yes /No
extends the useful life of the affected building at
least 20 years.
College Response If project includes renovation, then the cost does | Yes / No N/A
not exceed 80% of the current replacement cost.
Effective use of existing facilities Fall 2016 space utilization relative to standards
and other proposals. Standards are: Up to 9 points
See Appendix C for guidelines on | Classroom seats used 22 hours per week.
determining existing utilization. Laboratory seats used 16 hours per week.
Ability to enhance state and Add up points from each category: (Max 14)
institution’s achievement of goals Directly tied to facilities master plan 4
Directly tied to objectives in strategic plan 4
Include clear and succinct description of the 4

relationship between the project and its impact
on partnerships with K-12, 4 yrs, business, etc.
This may be supported by letters from partners
describing how the project will benefit the
partnership.

Project includes at least seven of the best 2
practices identified in Appendix A to reduce
greenhouse gas emissions.

Overarching Subtotal (O1)

Overarching Weighting (02)

Overarching Weighted Subtotal (O3 = Ol x 02)

Overarching Portion of Project (O4)

Overarching Points (O5 = 03 x 04)
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Minimum & Overarching Criteria
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DAHP Application Material

DAHP APPLICATION MATERIAL
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DAHP Application Material
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Construction Cost Estimate

CONSTRUCTION COST ESTIMATE

Shoreline Community College
Health Sciences, Music and Math Building
Shoreline, WA Date: December 15, 2017

PRR Estimate Prepared By: AC
i OVERALL SUMMARY CONSTRUCTION COST

Gross Area $ISF $

Building - New 49,961 SF 303.63 15,169,605

Demolition and Abatement 47,672 SF 11.26 536,911

Sitework 1,365,494
(TOTAL CONSTRUCTION COST 17,072,010]
Building - Renovation 47,672 SF 267.31 12,743,432
Sitework 2,201,524
(TOTAL CONSTRUCTION COST 14,944,956

Note: Washington State Sales Tax is assumed to be included in Soft Costs.
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building

Shoreline, WA Date: December 15,2017
PRR Estimate Prepared By: AC
New Building BUILDING DATA
Building Area
Level 0 4,169 SF
Level 1 15,241 SF
Level 2 16,183 SF
Level 3 14,368 SF
Total Gross Floor Area 49,961 SF
Unoccupied Space / Mechanical - Excluded
from GFA 3,025 SF
Quantity Unit Ratio to Gross Area
Number of stories (x1,000) 4 EA 0.080
Gross Area 49,961 SF 1.000
Footprint Area 15,241 SF 0.305
Volume 791,730 CF 15.847
Gross Wall Area 37,187 SF 0.744
Retaining Wall Area 3,617 SF 0.072
Finished Wall Area 33,570 SF 0.672
Windows or Glazing Area 36.00% 13,387 SF 0.268
Roof Area - Flat 16,533 SF 0.331
Roof Area - Sloping - SF
Roof Area - Total 16,533 SF 0.331
Roof Glazing Area 650 SF 0.013
Interior Partition Length 4,785 LF 0.096
Interior Doors Per Leaf 125 EA 0.003
Interior Glazing 2,400 SF 0.048
Finished Area 49,961 SF 1.000
Elevators (x10,000) 1 EA 0.020
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Construction Cost Estimate

Shoreline Community College

Health Sciences, Music and Math Building

Shoreline, WA Gross Floor Area: 49,961 SF

PRR Estimate Date: December 15, 2017

New Building Summary of Estimate Prepared By: AC
No. |Element Description Element Totals Group Totals Cost Per SF

A10 FOUNDATIONS 463,172 9.27
A1010(Standard Foundation 104,416 2.09
A1020|Special Foundation 263,500 5.27
A1030|Slab on grade 95,256 1.91

A20 BASEMENT WALL CONSTRUCTION 290,555 5.82
A2010(Basement Excavation 67,167 1.34
A2020(Basement Wall Construction 223,387 4.47

B10 SUPERSTRUCTURE 1,972,990 39.49
B1010|Floor Construction 1,551,894 31.06
B1020|Roof Construction 421,096 8.43

B20 EXTERIOR ENCLOSURE 2,354,967 47.14
B2010|Exterior Walls 1,126,770 2255
B2020|Exterior Windows 1,184,778 23.71
B2030|Exterior Doors 43,419 0.87

B30 ROOFING 388,078 7.77
B3010|Roof Covering 388,078 7.77

c10 INTERIOR CONSTRUCTION 1,576,706 31.56
C1010(Partitions 1,096,823 21.95
C1020|Interior Doors 264,500 5.29
C1030(Fittings 215,383 431

C20 STAIRS 135,000 2.70
€2010(Stair Construction 135,000 2.70

C30 INTERIOR FINISHES 796,216 15.94
C3010|Wall Finishes 224,108 4.49
C3020|Floor Finishes 259,402 5.19
C3030(Ceiling Finishes 312,706 6.26

D10 CONVEYING 115,000 2.30
D1010|Elevators & Lifts 115,000 2.30

D20 PLUMBING 549,571 11.00
D2010|Plumbing 549,571 11.00
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building

Shoreline, WA Gross Floor Area: 49,961 SF
PRR Estimate Date: December 15, 2017
New Building Summary of Estimate Prepared By: AC
No. |Element Description Element Totals Group Totals Cost Per SF
D30 HVAC 2,023,421 40.50
D3010|HVAC 2,023,421 40.50
D40 FIRE PROTECTION 219,828 4.40
D4010(Sprinkler System 219,828 4.40
D50 ELECTRICAL 1,948,479 39.00
D5000 |Electrical 1,948,479 39.00
E10 EQUIPMENT 96,000 1.92
E1010|Equipment 96,000 1.92
E20 FURNISHINGS 203,875 4.08
E2010|Fixed Furnishings 203,875 4,08
F10 SPECIAL CONSTRUCTION
F1010|Special Structure
F1020(Special Construction
F20 SELECTIVE BUILDING DEMOLITION
F2010|Building Demolition
Sub-Total 13,133,857 262.88
General Conditions / General Requirements 10.00% 1,313,386 26.29
Sub-Total 14,447,243 289.17
GC Fee 5.00% 722,362 14.46
November 2017 Construction Cost 15,169,605 303.63
Escalation, excluded (Included in C100 Forms)
TOTAL CONSTRUCTION COST $15,169,605 303.63
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building Gross Floor Area: 49,961 SF
Shoreline, WA Date: December 15, 2017
PRR Estimate Prepared By: AC
New Building
DETAIL OF ESTIMATE

Item Description Quantity Unit Unit Cost Totals

A10 FOUNDATIONS

A1010 Standard Foundation

A1011 Wall foundations
Reinforced concrete continuous footings and spread footings 88 CcY 725.00 63,800

Miscellaneous

Elevator pits including slabs, walls and waterproofing 2 EA 11,150.00 22,300
Sump pit including metal grating 1 EA 2,050.00 2,050
Perimeter drain pipe and rock 598 LF 22.00 13,156
Rigid insulation at slab perimeter 598 LF 5.20 3,110

Total For Standard Foundations 104,416

A1020 Special Foundation
A1021 Pile foundations

A1021 Pile foundations

Pile foundations, assumed not required N/A

A1022 Grade beams
Reinforced concrete brace frame footings 340 cY 775.00 263,500
Total For Special Foundations 263,500

A1030 Slab on Grade

A1031 Standard slab on grade
Reinforced concrete slab on grade 15,241 SF 6.25 95,256

Total For Slab on Grade 95,256

A20 BASEMENT CONSTRUCTION
A2010 Basement Excavation

A2011 Excavation for basements

Excavate for basement 1,544 cY 18.00 27,793
Disposal off excavated material off-site 1,544 cY 21.00 32,426
A2012 Structure backfill and compaction
Backfill and compaction 193 cY 36.00 6,948
A2013 Shoring
Shoring, assumed not required N/A
Total For Basement Excavation 67,167

A2010 Basement Walls

39



Construction Cost Estimate

Shoreline Community College

Health Sciences, Music and Math Building Gross Floor Area: 49,961 SF
Shoreline, WA Date: December 15,2017
PRR Estimate Prepared By: AC
New Building
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
A 2020 Basement Walls
Reinforced concrete walls
Formwork 7,234 SF 12.50 90,425
Reinforcing steel 28,698 LB 1.25 35,873
Concrete 147 CcY 260.00 38,313
A2022 Moisture protection
Waterprofing system 3,617 SF 8.00 28,936
A2023 Basement wall insulation
Rigid insulation 3,617 SF 3.75 13,564
A2024 Interior skin
Gypsum board, painted 3,617 SF 4.50 16,277
Total For Basement Walls 223,387
B1010 Floor Construction
B1012 Upper floors construction
Steel columns, allow 1.05#/SF 36,456 LB 240 87,494
Steel beams, allow 9#/SF 312,480 LB 240 749,952
Metal deck 34,720 SF 3.90 135,408
Reinforced concrete topping slab 34,720 SF 7.00 243,040
Brace frames
Steel columns, beams and bracing 140,000 LB 240 336,000
Total For Floor Construction 1,551,894
B1020 Roof Construction
B 1020 Roof Construction
Steel columns, allow 1.05#/SF 17,360 LB 240 41,663
Steel beams, allow 8#/SF 132,264 LB 240 317,434
Metal deck 16,533 SF 375 61,999
Total For Roof Construction 421,096
B20 EXTERIOR CLOSURE
B2010 Exterior Walls
B2011 Exterior wall construction
Cladding systems 20,183 SF 26.00 524,758
Metal stud framing 20,183 SF 7.00 141,281
Batt insulation, R19 20,183 SF 1.25 25,229
Rigid insulation 20,183 SF 325 65,595
Gypsum sheathing, 5/8" thick 20,183 SF 3.00 60,549
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building Gross Floor Area: 49,961 SF
Shoreline, WA Date: December 15, 2017
PRR Estimate Prepared By: AC
New Building
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
Air / Vapor barrier, building paper and wrap 20,183 SF 420 84,769
Gypsum board, 5/8" at interior finish side 20,183 SF 2.80 56,512
B2013 Exterior louvers, screens and fencing
Louvers and sun control devices 1 LS 35,000.00 35,000
B2016 Exterior soffits
Exterior gypsum soffits including WAB and metal framing 942 SF 20.00 18,840
Caulking, sealants and firestopping
Caulking, sealants and firestopping 1 LS 54,957.10 54,957
Miscellaneous
Finish to backside of parapet walls 1,276 SF 12.50 15,950
Sheet metal coping 638 LF 35.00 22,330
Canopies 200 SF 105.00 21,000
Total For Exterior Walls 1,126,770

B2020 Exterior Windows

B2021 Windows / Storefronts

Windows / Storefronts 9,371 SF 75.00 702,834

Curtain wall
Curtain wall glazing system 4,016 SF 120.00 481,944
Total For Exterior Windows 1,184,778

B2030 Exterior Doors

B 2030 Exterior Doors, frames and hardware

Glazed aluminum entrance doors, double 4 EA 6,200.00 24,800
HM / Solid core wood door and HM frame, per leaf 5 EA 2,225.00 11,125
Specialty hardware 1 LS 7,494.15 7,494
Total For Exterior Doors 43,419
B30 ROOFING
B3010 Roof Covering

B3011 Roof finishes
Roofing system with 1/2" cover board, R30 Rigid insulation, vapor

retarder and gypsum base board, 1/2" thick 16,533 SF 16.50 272,795
B3012 Traffic toppings and paving membranes

TPO walkway 1,653 SF 8.50 14,053
B3014 Flashings and trim

Sheet metal flashings 1 LS 24,980.50 24,981
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building

Gross Floor Area:

49,961 SF

Shoreline, WA Date: December 15, 2017
PRR Estimate Prepared By: AC
New Building
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
B3021 Glazed roof openings
Skylights 650 SF 75.00 48,750
Miscellaneous
Rough carpentry 1 LS 12,500.00 12,500
Fall anchors including cable 1 LS 15,000.00 15,000
Total For Roofing 388,078
c10 INTERIOR CONSTRUCTION
C1010 Partitions
C1011 Fixed partitions
Metal studs 66,990 SF 455 304,805
Batt insulation 66,990 SF 1.00 66,990
Gypsum board, 5/8" 133,980 SF 2.80 375,144
Gypsum board underlayment / multiple layers 48,500 SF 2.60 126,100
Sound absorptive panels 1 LS 30,000.00 30,000
C1013 Operable and folding panel partitions
Operable partitions, not required
C1016 Interior balustrades and screens
Guardrails, decorative at open to below 40 LF 295.00 11,800
C1017 Interior windows and storefronts
Interior glazing including transoms and sidelights 2,400 SF 67.50 162,000
Miscellaneous
Bulkheads and soffits 1 LS 12,490.25 12,490
Blocking and backing 1 LS 7,494.15 7,494
Total For Interior Partitions 1,096,823
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building Gross Floor Area: 49,961 SF
Shoreline, WA Date: December 15, 2017
PRR Estimate Prepared By: AC
New Building
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals

C1020 Interior Doors

C1021 Interior doors
Interior doors, frames and hardware
Solid core wood / wood glazed doors and HM frame

Per leaf 125 EA 2,020.00 252,500
Specialty hardware / rated doors / power actuators / acoustics 1 LS 12,000.00 12,000
Total For Interior Doors 264,500

C1030 Specialties

(1032 Fabricated compartments and cubicles
Toilet partitions

ADA toilet partition 6 EA 1,610.00 9,660
STD toilet partition 12 EA 1,415.00 16,980
Urinal screens 6 EA 555.00 3,330

(1033 Storage shelving and lockers

Janitors mop rack and shelving 4 EA 450.00 1,800
C1035 Identifying devices
Code signage 49,961 SF 0.16 7,994
Wayfinding and room identification signage 49,961 SF 0.38 18,985
Exterior building signage 1 LS 8,000.00 8,000
C1037 General fittings and misc. metals
Miscellaneous metals, allow 0.4#/SF 19,984 LB 3.25 64,949
Elevator pit ladders 2 EA 800.00 1,600
Fire extinguisher cabinets 12 EA 230.00 2,704
Corner guards 49,961 SF 0.16 7,994
Grab bars at restrooms 6 EA 240.00 1,440
Mirrors at restrooms 6 EA 165.00 990
Restroom accessories 1 LS 14,000.00 14,000
Fixed markerboards and whiteboards 1 LS 54,957.10 54,957
Total For Fittings and Specialty Items 215,383
C20 STAIRS
C2010 Stair Construction
C 2010 Stair Construction including railings and finish
Stairs 6 FLT 22,500.00 135,000
Total For Stair Construction 135,000

43



Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building
Shoreline, WA

Gross Floor Area:

49,961 SF

Date: December 15, 2017

PRR Estimate Prepared By: AC
New Building
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
C30 INTERIOR FINISHES
C3010 Wall Finishes
C3011 Wall finishes to inside exterior walls
Paint to interior side of exterior walls 20,183 SF 1.00 20,183
C3012 Wall finishes to interior walls
Paint to walls 133,980 SF 1.00 133,980
Miscellaneous wall finishes / acoustical treatments 1 LS 69,945.40 69,945
Total For Wall Finishes 224,108
C€3020 Floor Finishes
C3024 Flooring including base
Level 0 6,990 SF 3.70 25,863
Level 1 15,241 SF 5.10 77,729
Level 2 16,183 SF 5.10 82,533
Level 3 14,368 SF 5.10 73,277
Total For Floor Finishes 259,402
C3030 Ceiling Finishes
C3031 Ceiling finishes
Level 0 6,990 SF 3.90 27,261
Level 1 15,241 SF 6.00 91,446
Level 2 16,183 SF 6.35 102,762
Level 3 14,368 SF 6.35 91,237
Total For Ceiling Finishes 312,706
D10 CONVEYING
D1010 Elevator & Lift
D1011 Passenger elevators
Passenger elevator, 4 stop including cab finish 1 EA 115,000.00 115,000
Total For Elevator & Lifts 115,000
D20 PLUMBING
D2010 Plumbing
Plumbing 49,961 SF 11.00 549,571
Total For Plumbing 549,571
D30 HVAC
D3010 HVAC
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building Gross Floor Area: 49,961 SF
Shoreline, WA Date: December 15, 2017
PRR Estimate Prepared By: AC
New Building
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
HVAC 49,961 SF 40.50 2,023,421
Total For HVAC 2,023,421
D40
D4010 Fire Protection
Fire protection 49,961 SF 4.40 219,828
Total For Fire Sprinkler System 219,828
D50 ELECTRICAL
D5000 Electrical
Electrical 49,961 SF 39.00 1,948,479
Total For Electrical 1,948,479

E10  E1010 EQUIPMENT

E1016 Laundry and dry cleaning equipment

Laundry room equipment 1 LS 8,500.00 8,500
E1027 Laboratory equipment
Laboratory equipment, headwalls and lab casework 1 LS 82,000.00 82,000
E1094 Residential equipment
Break room appliances 1 LS 5,500.00 5,500
Total For Equipment 96,000
E20 FURNISHINGS
E2010 Fixed Furnishing
E2012 Fixed casework
Casework / instrument lockers 1 LS 159,875.20 159,875

E2013 Blinds and other window treatments

Window treatments 1 LS 32,000.00 32,000

E2014 Fixed floor grilles and mats
Entrance mats and frames 1 LS 12,000.00 12,000
Total For Furniture 203,875

F10 SPECIAL STRUCTURES
F1010 Special Structure

No work anticipated N/A
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Construction Cost Estimate

Shoreline Community College

Health Sciences, Music and Math Building
Shoreline, WA

PRR Estimate

New Building

Gross Floor Area: 49,961 SF
Date: December 15,2017
Prepared By: AC

DETAIL OF ESTIMATE

Item Description Quantity Unit Unit Cost Totals

Total For Special Structure

F1020 Special Construction

No work anticipated N/A

Total For Special Construction

F20 SELECTIVE BUILDING DEMOLITION
F2010 Building Element Demolition

No work anticipated N/A

Total For Selected Demolition
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building

Shoreline, WA Date:  December 15, 2017
PRR Estimate Prepared By: AC
Building Demolition
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
F 2020 Hazardous Components Abatement
Abatement - Building 800 23,822 SF 3.50 83,377
Abatement - Building 2,200 6,270 SF 3.50 21,945
Abatement - Building 2,300 17,580 SF 3.50 61,530
G1021 Building demolition
Building 800 23,822 SF 6.25 148,888
Building 2200 6,270 SF 6.25 39,188
Building 2300 17,589 SF 6.25 109,931
Mark ups 15.50% % 464,858.25 72,053
TOTAL 536,911
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Construction Cost Estimate

Shoreline Community College

Health Sciences, Music and Math Building
Shoreline, WA

PRR Estimate

Sitework - New Building

Sitework Summary

Date: December 15, 2017
Prepared By: AC

No. |Element Description Element Totals Group Totals

G BUILDING SITEWORK 1,193,092
G10|Site Preparation 240,420
G20(Site Improvement 266,805
G30|Site Mechanical Utilities 386,470
G40(Site Electrical Utilities 299,397

Sub-Total 1,193,092

General Conditions / General Requirements 9.00% 107,378

Sub-Total MACC 1,300,470

GC Fee 5.00% 65,024

November 2017 Construction Cost 1,365,494

Escalation, excluded (Included in C100 Forms)
TOTAL CONSTRUCTION COST $1,365,494
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building

Shoreline, WA Date: December 15, 2017
PRR Estimate Prepared By: AC
Sitework - New Building
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
G10 Site Preparation estimate prepared by civil engineer
G 1020 Site Demolition and Relocations
Demolish and remove
Remove Storm, Water & Sewer Utilities 1 LS 10,000.00 10,000
Miscellaneous Utility Item Removal 1 LS 5,000.00 5,000
G 1030 Site Earthwork
Clearing 20,000 sf 0.25 5,000
Excavation & Disposal of Unsuitable 760 cy 27.00 20,520
Gravel Borrow to Fill 2,600 cy 32.00 83,200
Earth Moving & Rough Grading 2,600 cy 4.00 10,400
Fine Grading 40,000 sf 0.25 10,000
G1037 Erosion control
Silt Fence 1,500 If 5.00 7,500
Construction Entrance 2 ea 3,000.00 6,000
CB Filter 10 ea 300.00 3,000
Interception Ditch 450 If 4.00 1,800
Sediment Trap with Control Structure 1 ea 10,000.00 10,000
Treatment Train Rental, Operation & Maintenance 4 month 12,000.00 48,000
Treatment Train Mob. Setup, & Demobilization 1 Is 15,000.00 15,000
Water Discharge Monitoring & Test 1 Is 5,000.00 5,000
Total For Site Preparation 240,420
G20 Site Improvements
Site paving
7.01 Asphalt Driveway Pavement, Incl. Base 4,500 SF 450 20,250
7.02 Concrete Pavement - Loading Docks 1,200 SF 8.00 9,600
7.03 Cast-in-Place Concrete Vertical Curb 100 LF 22.00 2,200
G 2030 Pedestrian Paving
Entry plaza paving 4,400 SF 10.00 44,000
Concrete sidewalks 7,500 SF 6.90 51,750
Concrete curbs 660 LF 19.00 12,540
G2033 Exterior steps
Concrete steps including rails 1 LS 4,500.00 4,500
(G2042 Retaining walls
Reinforced concrete footings at retaining walls 170 LF 71.50 12,155
Reinforced concrete retaining walls 638 SF 39.75 25,341
G2045 Site furnishings
Site furnishings 1 LS 6,500.00 6,500
G2049 Miscellaneous structures
Miscellaneous structures 1 LS 25,000.00 25,000
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building
Shoreline, WA

Date: December 15, 2017

PRR Estimate Prepared By: AC
Sitework - New Building
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
(G2051 Fine grading and soil preparation
Fine grading and soil preparation 7,600 SF 0.40 3,040
(G2053 Top soil and planting beds
Topsoil 141 cY 40.00 5,630
(2055 Planting
Shrubs and groundcover plantings 7,600 SF 3.00 22,800
Trees 14 EA 450.00 6,300
(G2057 Irrigation system
Irrigation system, complete 7,600 SF 2.00 15,200
Total For Site Improvement 266,805
G30 Site Mechanical Utilities
Mechanical utilities
Water system
Connect to Exist. Water Main - wet tap 3 ea 3,500.00 10,500
6" Ductile Iron Pipe, Restrained, Including Trench 200 If 55.00 11,000
6" Gate Valve 3 ea 1,650.00 4,950
6" Bend 2 ea 350.00 700
Fire Depas latent Connection 1 ea 3,000.00 3,000
Fire Hydrant Assembly 2 ea 5,100.00 10,200
Post Indicator Valve 1 ea 3,000.00 3,000
Bollard for Hydrant Protection 6 ea 300.00 1,800
Domestic Service Line - 2" 100 If 20.00 2,000
Irrigation Service Line - 2" 50 If 20.00 1,000
Double Checkvalve in Box - 2" Irrigation 1 ea 2,000.00 2,000
Dispose of Unsuitable 180 cy 22.00 3,960
Gravel Borrow for Trench Backfill 180 cy 32.00 5,760
Sanitary sewer
Connect to Exist. Sewer Main 1 ea 1,000.00 1,000
Sewer Main -8" 400 If 55.00 22,000
Sewer Manhole 3 ea 1,400.00 4,200
6" PVC Side Sewer, Including Trench 100 If 45.00 4,500
Clean out 2 ea 800.00 1,600
Dispose of Unsuitable 450 cy 22.00 9,900
Gravel Borrow for Trench Backfill 450 cy 32.00 14,400
Storm drainage
6.01 Connect to Existing System 1 ea 600.00 600
6.02 Roof Drain Pipe, Including Trench 400 If 35.00 14,000
6.03 8" Storm Drain Pipe, Including Trench 200 If 30.00 6,000
6.04 12" Storm Drain Pipe, Including Trench 400 If 40.00 16,000
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building

Shoreline, WA Date: December 15, 2017
PRR Estimate Prepared By: AC
Sitework - New Building
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
6.05 4" Footing Drain, Including Trench 400 If 35.00 14,000
6.06 Clean Outs 10 ea 800.00 8,000
6.07 Yard/Area Drain 5 ea 500.00 2,500
6.08 Catch Basin Type | 10 ea 1,500.00 15,000
6.09 Catch Basin Type 2 4 ea 4,000.00 16,000
6.10 Flow Splitter Modification 1 ea 5,000.00 5,000
6.11 Infiltration Pond Expansion 1100 cy 6.00 6,600
6.12 Pretreatment Pond Expansion 400 cy 6.00 2,400
6.13 Berm Building or Overexcavation Allowance 1 is 15,000.00 15,000
6.14 Flow Control Structure Modification 1 ea 3,000.00 3,000
6.15 Chain link Fence for Pond 400 If 45.00 18,000
6.16 Storm Filter WQ Facility 1 Is 25,000.00 25,000
6.17 Bioretention (Soil, Pipe, Gravel, etc) 1 Is 5,000.00 5,000
6.18 Dispose of Unsuitable - Trench Excavation 1000 cy 22.00 22,000
6.19 Dispose of Unsuitable - Infiltration Pond Excavation 1500 cy 22.00 33,000
6.20 Gravel Borrow for Trench Backfill 1000 cy 32.00 32,000
6.21 Pavement Patching - Allowance 1600 sf 4.00 6,400
Natural gas trench
8.01 Trench Excavation 50 cy 6.00 300
8.02 Dispose of Unsuitable 50 cy 22.00 1,100
8.03 Gravel Borrow for Trench Backfill 50 cy 32.00 1,600
8.04 Coordination 1 is 500.00 500
Total For Site Mechanical Utilities 386,470
G40 Site Electrical Utilities & Site Lighting
Site electrical estimate completed by Hargis Engineers dated November
10th, 2017
Primary power ductbank, SCC MV 150 LF 154.00 23,100
Primary power vaults/manholes 1 EA 14,080.00 14,080
Grounding 1 LS 14,300.00 14,300
B1800 Building Connection / Rework / Temp Provisions 1 LS 22,000.00 22,000
B2000/B2100 Building Connection / Rework / Temp Provisions 1 LS 22,000.00 22,000
Primary Power - Selective Demolition 1 LS 27,500.00 27,500
Site Lighting 1 LS 36,000.00 36,000
Telecomm Handholes 1 LS 13,640.00 13,640
Telecomm Duct Banks 1 LS 41,800.00 41,800
Inter-building Telecomm Backbone Cabling Infrastructure 1 LS 37,400.00 37,400
Site Security Systems 1 LS 8,525.00 8,525
Sub-Contractor Overhead and profit 15% 260,345.00 39,052
Total For Site Electrical Utilities 299,397
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Construction Cost Estimate

Shoreline Community College

Health Sciences, Music and Math Building
Shoreline, WA

PRR Estimate

Gross Floor Area:

47,672 SF
Date: December 15, 2017

Building Renovation Summary of Estimate Prepared By: AC
No. |Element Description Element Totals Group Totals Cost Per SF

A10 FOUNDATIONS 30,000 0.63
A1010(Standard Foundation
A1020(Special Foundation
A1030|Slab on grade 30,000 0.63

A20 BASEMENT WALL CONSTRUCTION
A2010(Basement Excavation
A2020(Basement Wall Construction

B10 SUPERSTRUCTURE 1,005,256 21.09
B1010|Floor & Roof Construction 1,005,256 21.09

B20 EXTERIOR ENCLOSURE 700,000 14.68
B2010|Exterior Walls 250,000 5.24
B2020|Exterior Windows 450,000 9.44
B2030|Exterior Doors

B30 ROOFING 661,288 13.87
B3010|Roof Covering 661,288 13.87

c10 INTERIOR CONSTRUCTION 1,533,507 3217
€1010|Partitions 1,057,003 2217
C1020|Interior Doors 264,500 5.55
C1030(Fittings 212,005 445

C20 STAIRS 76,000 1.59
€2010|Stair Construction 76,000 1.59

C30 INTERIOR FINISHES 729,123 15.29
C3010(Wwall Finishes 221,315 4.64
C3020|Floor Finishes 226,185 4.74
€3030|Ceiling Finishes 281,623 5.91

D10 CONVEYING 232,248 487
D1010|Elevators & Lifts 232,248 4.87

D20 PLUMBING 503,447 10.56
D2010|Plumbing 503,447 10.56

D30 HVAC 2,042,380 42.84
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building
Shoreline, WA Gross Floor Area: 47,672 SF
PRR Estimate Date: December 15, 2017
Building Renovation Summary of Estimate Prepared By: AC
No. |Element Description Element Totals Group Totals Cost Per SF
D3010|HVAC 2,042,380 42.84
D40 FIRE PROTECTION 420,563 8.82
D4010|Sprinkler System 420,563 8.82
D50 ELECTRICAL 2,034,288 42.67
D5000 |Electrical 2,034,288 42.67
E10 EQUIPMENT 96,000 2.01
E1010|Equipment 96,000 2.01
E20 FURNISHINGS 193,050 4.05
E2010|Fixed Furnishings 193,050 4.05
F10 SPECIAL CONSTRUCTION
F1010(Special Structure
F1020|Special Construction
F20 SELECTIVE BUILDING DEMOLITION 776,125
F2010(Building Demolition 776,125 16.28
Sub-Total 11,033,274 231.44
General Conditions / General Requirements 10.00% 1,103,327 23.14
Sub-Total 12,136,602 254.59
GC Fee 5.00% 606,830 12.73
November 2017 Construction Cost 12,743,432 267.31
Escalation, excluded (Included in C100 Forms)
TOTAL CONSTRUCTION COST $12,743,432 267.31
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building

Gross Floor Area:

47,672 SF

Shoreline, WA Date: December 15,2017
PRR Estimate Prepared By: AC
Building Renovation
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
A10 FOUNDATIONS
A1010 Standard Foundation
No work anticipated N/A
Total For Standard Foundations
A1020 Special Foundation
A1021 Pile foundations
No work anticipated N/A
Total For Special Foundations
A1030 Slab on Grade
A1031 Standard slab on grade
Patch and repair slab on grade for new installations 1 LS 30,000.00 30,000
Total For Slab on Grade 30,000
A20 BASEMENT CONSTRUCTION
A2010 Basement Excavation
No work anticipated N/A
Total For Basement Excavation
A2010 Basement Walls
No work anticipated N/A
Total For Basement Walls
B1010 Floor & Roof Construction
B1012 Upper floors construction
Building 800
Bridge support
Reinforced concrete moment frame columns 25 cYy 2,062.50 51,563
Reinforced concrete moment frame beams 20 cY 2,062.50 41,250
Seismic joint and cover plate 80 LF 218.75 17,500
Bracing modifications
Brace frames 1 LS 150,000.00 150,000
Beam and column strengthening 1 LS 120,000.00 120,000
Roof diaphragm chords and drag member 1 LS 68,006.25 68,006
Supplemental blocking, strapping and nailing 1 LS 61,205.63 61,206
Continous steel ledger including anchorage 1 LS 45,562.50 45,563

Building 2,200

54 Shoreline Community College | Project Request Report




Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building Gross Floor Area: 47,672 SF
Shoreline, WA Date: December 15,2017
PRR Estimate Prepared By: AC
Building Renovation
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
Supplemental blocking, strapping and nailing 1 LS 23,625.00 23,625
Stitch plates including anchorage 1 LS 51,300.00 51,300
Rooftop equipment support 1 LS 8,775.00 8,775
Building 2,300
Supplemental blocking, strapping and nailing 1 LS 53,763.75 53,764
Supplemental framing from concrete rim to roof diaphragm 1 LS 44,550.00 44,550
Non-seismic upgrades 47,672 SF 5.63 268,155
Total For Floor & Roof Construction 1,005,256
B20 EXTERIOR CLOSURE
B2010 Exterior Walls
B2011 Exterior wall construction
Modifications / cleaning / insulation upgrades 1 LS 250,000.00 250,000
Total For Exterior Walls 250,000
B2020 Exterior Windows
Glazing enhancements 1 LS 450,000.00 450,000
Total For Exterior Windows 450,000
B2030 Exterior Doors
No work anticipated N/A
Total For Exterior Doors
B30 ROOFING
B3010 Roof Covering
B3011 Roof finishes
Building 800
Roofing system with 1/2" cover board, R30 Rigid insulation, vapor
retarder and gypsum base board, 1/2" thick 10,075 SF 16.50 166,238
Building 2,200
Roofing system with 1/2" cover board, R30 Rigid insulation, vapor
retarder and gypsum base board, 1/2" thick 6,500 SF 16.50 107,250
Building 2,300
Roofing system with 1/2" cover board, R30 Rigid insulation, vapor
retarder and gypsum base board, 1/2" thick 17,700 SF 16.50 292,050
B3012 Traffic toppings and paving membranes
TPO walkway 1,000 SF 8.50 8,500
B3014 Flashings and trim
Sheet metal flashings 1 LS 39,968.80 39,969

Miscellaneous
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building

Gross Floor Area:

47,672 SF

Shoreline, WA Date: December 15, 2017
PRR Estimate Prepared By: AC
Building Renovation
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
Rough carpentry 1 LS 22,482.45 22,482
Fall anchors including cable 1 LS 24,799.50 24,800
Total For Roofing 661,288
c10 INTERIOR CONSTRUCTION
€1010 Partitions
C1011 Fixed partitions
Metal studs 66,287 SF 455 301,607
Batt insulation 66,287 SF 1.00 66,287
Gypsum board, 5/8" 132,574 SF 2.80 371,208
Gypsum board underlayment / multiple layers 43,165 SF 2.60 112,229
Sound absorptive panels 1 LS 30,000.00 26,700
C1013 Operable and folding panel partitions
Operable partitions, not required
C1017 Interior windows and storefronts
Interior glazing including transoms and sidelights 2,400 SF 67.50 162,000
Miscellaneous
Bulkheads and soffits 1 LS 11,918.00 10,607
Blocking and backing 1 LS 7,150.80 6,364
Total For Interior Partitions 1,057,003
C1020 Interior Doors
C1021 Interior doors
Interior doors, frames and hardware
Solid core wood / wood glazed doors and HM frame
Per leaf 125 EA 2,020.00 252,500
Specialty hardware / rated doors / power actuators / acoustics 1 LS 12,000.00 12,000
Total For Interior Doors 264,500
C1030 Specialties
C1032 Fabricated compartments and cubicles
Toilet partitions
ADA toilet partition 6 EA 1,610.00 9,660
STD toilet partition 12 EA 1,415.00 16,980
Urinal screens 6 EA 555.00 3,330
C1033 Storage shelving and lockers
Janitors mop rack and shelving 4 EA 450.00 1,800
C1035 Identifying devices
Code signage 47,672 SF 0.16 7,628
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building

Gross Floor Area:

47,672 SF

Shoreline, WA Date: December 15, 2017
PRR Estimate Prepared By: AC
Building Renovation
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
Wayfinding and room identification signage 47,672 SF 0.38 18,115
Exterior building signage 1 LS 10,000.00 10,000
C1037 General fittings and misc. metals
Miscellaneous metals, allow 0.4#/SF 19,069 LB 3.25 61,974
Elevator pit ladders 1 EA 800.00 800
Fire extinguisher cabinets 12 EA 230.00 2,704
Corner guards 47,672 SF 0.16 7,628
Grab bars at restrooms 6 EA 240.00 1,440
Mirrors at restrooms 6 EA 165.00 990
Restroom accessories 1 LS 14,000.00 14,000
Fixed markerboards and whiteboards 1 LS 54,957.10 54,957
Total For Fittings and Specialty Items 212,005
C20 STAIRS
C2010 Stair Construction
C 2010 Stair Construction including railings and finish
New stairs at 800 1 LS 76,000.00 76,000
Total For Stair Construction 76,000
C30 INTERIOR FINISHES
C3010 Wall Finishes
C3011 Wall finishes to inside exterior walls
Paint to interior side of exterior walls 22,000 SF 1.00 22,000
C3012 Wall finishes to interior walls
Paint to walls 132,574 SF 1.00 132,574
Miscellaneous wall finishes / acoustical treatments 1 LS 66,740.80 66,741
Total For Wall Finishes 221,315
3020 Floor Finishes
3024 Flooring including base
Building 800 20,150 SF 5.10 102,765
Building 2,200 6,500 SF 5.10 33,150
Building 2,300 17,700 SF 5.10 90,270
Total For Floor Finishes 226,185
C3030 Ceiling Finishes
C3031 Ceiling finishes
Building 800 20,150 SF 6.35 127,953
Building 2,200 6,500 SF 6.35 41,275
Building 2,300 17,700 SF 6.35 112,395
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building

Gross Floor Area:

47,672 SF

Shoreline, WA Date: December 15,2017
PRR Estimate Prepared By: AC
Building Renovation
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
Total For Ceiling Finishes 281,623
D10 CONVEYING
D1010 Elevator & Lift
D1011 Passenger elevators
Allowance for new elevators at 800 and 2300 2 EA 116,124.00 232,248
Total For Elevator & Lifts 232,248
D20 PLUMBING
D2010 Plumbing
Plumbing estimate completed by Hargis Engineers dated November 10th,
2017
Music Building 800
Division 22 - Plumbing, Waste and Vent 19,146 SF 1.75 33,506
Division 22 - Plumbing, Cold and Hot Water Piping 19,146 SF 2.20 42,121
Division 22 - Plumbing, Fixtures and Water Heaters 19,146 SF 6.70 128,278
Division 22 - Plumbing, Insulation 19,146 SF 0.80 15,317
Sub-Contractor Overhead and profit 15% 219,221.91 32,883
Health Science Classroom Building 2,200
No work anticipated N/A
Building 2,300
Division 22 - Plumbing, Waste and Vent 17,697 SF 1.75 30,970
Division 22 - Plumbing, Cold and Hot Water Piping 17,697 SF 2.40 42473
Division 22 - Plumbing, Fixtures and Water Heaters 17,697 SF 7.40 130,958
Division 22 - Plumbing, Insulation 17,697 SF 0.80 14,158
Sub-Contractor Overhead and profit 15% 218,557.95 32,784
Total For Plumbing 503,447
D30 HVAC
D3010 HVAC
HVAC estimate completed by Hargis Engineers dated November 10th,
2017
Music Building 800
Division 23 - HVAC, General Provisions 19,146 SF 3.40 65,096
Division 23 - HVAC, VRF Eequipment and Piping 19,146 SF 8.80 168,485
Division 23 - HVAC, Ductwork and Insulation 19,146 SF 6.80 130,193
Division 23 - HVAC, Built Up HVAC Units 7,000 CF 10.40 72,800
Division 23 - HVAC, DOAS Unit 12,500 CF 6.40 80,000
Division 23 - HVAC, Support equipment 19,146 SF 4.70 89,986
Division 23 - HVAC, Variable Air Volume Units 32 EA 1,400.00 44,800
Division 23 - HVAC, Outlets, Inlets, Exhaust fans, etc 19,146 SF 1.40 26,804
Division 23 - HVAC, Energy Management System 19,146 SF 740 141,680
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Construction Cost Estimate

Shoreline Community College

Health Sciences, Music and Math Building Gross Floor Area: 47,672 SF
Shoreline, WA Date: December 15,2017
PRR Estimate Prepared By: AC
Building Renovation
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
Health Science Classroom Building 2,200
Division 23 - HVAC, General Provisions 6,532 SF 3.40 22,209
Division 23 - HVAC, VRF Eequipment and Piping 6,532 SF 8.80 57,482
Division 23 - HVAC, Ductwork and Insulation 6,532 SF 6.80 44,418
Division 23 - HVAC, DOAS Unit 6,500 CF 6.40 41,600
Division 23 - HVAC, Support equipment 6,532 SF 4.70 30,700
Division 23 - HVAC, Variable Air Volume Units 10 EA 1,400.00 14,000
Division 23 - HVAC, Outlets, Inlets, Exhaust fans, etc 6,532 SF 1.40 9,145
Division 23 - HVAC, Energy Management System 6,532 SF 7.40 48,337
Building 2,300
Division 23 - HVAC, General Provisions 17,697 SF 3.40 60,170
Division 23 - HVAC, Hydronic Chilled/Heating Piping 17,697 SF 7.20 127,418
Division 23 - HVAC, Ductwork and Insulation 17,697 SF 6.80 120,340
Division 23 - HVAC, Built Up HVAC Units 23,006 CF 10.40 239,263
Division 23 - HVAC, Heat Recovery 23,006 CF 3.40 78,221
Division 23 - HVAC, Central Plant (heating and cooling) 47 T 2,500.00 117,500
Division 23 - HVAC, Variable Air Volume Units 40 EA 1,400.00 56,000
Division 23 - HVAC, Outlets, Inlets, Exhaust fans, etc 17,697 SF 1.40 24,776
Division 23 - HVAC, Energy Management System 17,697 SF 7.40 130,958
Total For HVAC 2,042,380
D40
D4010 Fire Protection
Fire protection estimate completed by Hargis Engineers dated November
10th, 2017
Music Building 800
Division 21 - Fire Protection 19,146 SF 5.50 105,303
Division 21 - Fire Protection - Storage Area 10,000 SF 5.50 55,000
Division 21 - Fire Riser, Backflow, FDC and Dry System 1 LS 35,000.00 35,000
Health Science Classroom Building 2,200
Division 21 - Fire Protection 6,532 SF 5.50 35,926
Division 21 - Fire Riser, Backflow, FDC and Dry System 1 LS 30,000.00 30,000
Building 2,300
Division 21 - Fire Protection 17,697 SF 5.50 97,334
Division 21 - Fire Protection - Storage Area 8,000 SF 5.50 44,000
Division 21 - Fire Riser, Backflow, FDC and Dry System 1 LS 18,000.00 18,000
Total For Fire Sprinkler System 420,563
D50 ELECTRICAL

D5000 Electrical

Electrical estimate completed by Hargis Engineers dated November 10th,
2017
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building

Gross Floor Area:

47,672 SF

Shoreline, WA Date: December 15,2017
PRR Estimate Prepared By: AC
Building Renovation
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
Music Building 800
Building Electrical Selective Demolition (Division 26) 19,146 SF 1.50 28,719
Building Electrical (Division 26) 19,146 SF 36.00 689,256
Building Telecommunications (Division 27) 19,146 SF 450 86,157
Building Audio Visual Rough-In (Division 27) 19,146 SF 1.25 23,933
Building Fire Alarm (Division 28) 19,146 SF 1.85 35,420
Building Electronic Security (Division 28) 19,146 SF 1.80 34,463
Health Science Classroom Building 2,200
Building Electrical Selective Demolition (Division 26) 6,532 SF 1.50 9,798
Building Electrical (Division 26) 6,532 SF 36.00 235,152
Building Telecommunications (Division 27) 6,532 SF 450 29,39%4
Building Audio Visual Rough-In (Division 27) 6,532 SF 1.25 8,165
Building Fire Alarm (Division 28) 6,532 SF 1.85 12,084
Building Electronic Security (Division 28) 6,532 SF 1.80 11,758
Building 2,300
Building Electrical Selective Demolition (Division 26) 17,697 SF 1.50 26,546
Building Electrical (Division 26) 17,697 SF 36.00 637,092
Building Telecommunications (Division 27) 17,697 SF 450 79,637
Building Audio Visual Rough-In (Division 27) 17,697 SF 1.25 22,121
Building Fire Alarm (Division 28) 17,697 SF 1.85 32,739
Building Electronic Security (Division 28) 17,697 SF 1.80 31,855
Total For Electrical 2,034,288
E10  E1010 EQUIPMENT
E1016 Laundry and dry cleaning equipment
Laundry room equipment 1 LS 8,500.00 8,500
E1027 Laboratory equipment
Laboratory equipment and lab casework 1 LS 82,000.00 82,000
E1094 Residential equipment
Break room appliances 1 LS 5,500.00 5,500
Total For Equipment 96,000
E20 FURNISHINGS
E2010 Fixed Furnishing
E2012 Fixed casework
Casework / instrument lockers 1 LS 152,550.40 152,550
E2013 Blinds and other window treatments
Window treatments 1 LS 30,000.00 30,000
E2014 Fixed floor grilles and mats
Entrance mats and frames 1 LS 10,500.00 10,500
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building
Shoreline, WA

Gross Floor Area:

47,672 SF

Date: December 15, 2017

PRR Estimate Prepared By: AC
Building Renovation
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
Total For Furniture 193,050
F10 SPECIAL STRUCTURES
F1010 Special Structure
No work anticipated N/A
Total For Special Structure
F1020 Special Construction
No work anticipated N/A
Total For Special Construction
F20 SELECTIVE BUILDING DEMOLITION
F2010 Building Element Demolition
F 2010 Building Elements Demolition
Building 800 20,150 SF 14.00 282,100
Building 2,200 6,500 SF 14.00 91,000
Building 2,300 17,700 SF 14.00 247,800
F 2020 Hazardous Components Abatement
Building 800
Abatement, allow 20,150 SF 3.50 70,525
Building 2,200
Abatement, allow 6,500 SF 3.50 22,750
Building 2,300
Abatement, allow 17,700 SF 3.50 61,950
Total For Selected Demolition 776,125
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Construction Cost Estimate

Shoreline Community College

Health Sciences, Music and Math Building
Shoreline, WA

PRR Estimate

Building Renovation Sitework

Summary of Estimate

Date: December 15, 2017
Prepared By: AC

No. |Element Description Element Totals Group Totals

G BUILDING SITEWORK 1,923,569
G10|Site Preparation 18,750
G20|Site Improvement 317,331
G30(Site Mechanical Utilities 690,350
G40|Site Electrical Utilities 897,138

Sub-Total 1,923,569

General Conditions / General Requirements 9.00% 173,121

Sub-Total 2,096,690

GC Fee 5.00% 104,834

November 2017 Construction Cost 2,201,524

Escalation, excluded (Included in C100 Forms)
TOTAL CONSTRUCTION COST $2,201,524
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Construction Cost Estimate

Shoreline Community College
Health Sciences, Music and Math Building
Shoreline, WA

m C & N Consultants, Inc.

Date: December 15, 2017

PRR Estimate Prepared By: AC
Building Renovation Sitework
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
G
G10 Site Preparation
G10 Site Preparation
Building 800 1 LS 7,250.00 7,250
Building 2,300 1 LS 5,750.00 5,750
Building 2,200 1 LS 5,750.00 5,750
Total For Site Preparation 18,750
G20 Site Improvements
G 2010 Roadways
Building 800 1 LS 61,000.00 61,000
Building 2,300 1 LS 57,500.00 57,500
Building 2,200 1 LS 17,000.00 17,000
G 2030 Pedestrian Paving
Concrete sidewalks 8,500 SF 6.90 58,650
Concrete curbs 690 LF 20.60 14,214
G2033 Exterior steps
Concrete steps including rails 1 LS 6,500.00 6,500
(2049 Miscellaneous structures
Miscellaneous structures 1 LS 35,000.00 35,000
(G2051 Fine grading and soil preparation
Fine grading and soil preparation 8,000 SF 0.40 3,200
(G2053 Top soil and planting beds
Topsoil 148 CcY 45.00 6,667
(2055 Planting
Shrubs and groundcover plantings 8,000 SF 4.00 32,000
Trees 16 EA 450.00 7,200
(G2057 Irrigation system
Irrigation system, complete 8,000 SF 2.30 18,400
Total For Site Improvement 317,331
G30 Site Mechanical Utilities
Building 800
Mechanical utilities 1 LS 299,900.00 299,900
Building 2,300
Mechanical utilities 1 LS 281,100.00 281,100
Building 2,200
Mechanical utilities 1 LS 109,350.00 109,350
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Construction Cost Estimate

Shoreline Community College m C & N Consultants, Inc.
Health Sciences, Music and Math Building
Shoreline, WA Date: December 15, 2017
PRR Estimate Prepared By: AC
Building Renovation Sitework
DETAIL OF ESTIMATE
Item Description Quantity Unit Unit Cost Totals
Total For Site Mechanical Utilities 690,350

G40 Site Electrical Utilities & Site Lighting

Site electrical estimate completed by Hargis Engineers dated November

10th, 2017

Music Building 800
Primary power ductbank, cable SCC MV 150 LF 154.00 23,100
Primary power vaults/manholes 1 LS 14,080.00 14,080
Grounding 1 LS 5,500.00 5,500
Primary Power - Selective Demolition 1 LS 5,500.00 5,500
Site Lighting 1 LS 18,150.00 18,150
Telecomm Handholes 1 LS 13,640.00 13,640
Telecomm Duct Banks 1 LS 77,385.00 77,385
Inter-building Telecomm Backbone Cabling Infrastructure 1 LS 60,500.00 60,500
Site Security Systems 1 LS 8,525.00 8,525
Sub-Contractor Overhead and profit 15% 226,380.00 33,957

Health Science Classroom Building 2,200
Primary power ductbank, cable SCC MV 150 LF 154.00 23,100
Primary power vaults/manholes 1 LS 14,080.00 14,080
Grounding 1 LS 5,500.00 5,500
Primary Power - Selective Demolition 1 LS 5,500.00 5,500
Site Lighting 1 LS 11,880.00 11,880
B1800 Building Connection / Rework / Temp Provisions 1 LS 22,000.00 22,000
Telecomm Handholes 1 LS 13,640.00 13,640
Telecomm Duct Banks 1 LS 77,385.00 77,385
Inter-building Telecomm Backbone Cabling Infrastructure 1 LS 60,500.00 60,500
Site Security Systems 1 LS 8,525.00 8,525
Sub-Contractor Overhead and profit 15% 242,110.00 36,317

Building 2,300
Primary power ductbank, cable SCC MV 250 LF 154.00 38,500
Primary power vaults/manholes 2 EA 14,080.00 28,160
Grounding 1 LS 5,500.00 5,500
Primary Power - Selective Demolition 1 LS 8,250.00 8,250
Site Lighting 1 LS 18,920.00 18,920
B2000 Building Connection / Rework / Temp Provisions 1 LS 22,000.00 22,000
Telecomm Handholes 1 LS 13,640.00 13,640
Telecomm Duct Banks 1 LS 77,385.00 77,385
Inter-building Telecomm Backbone Cabling Infrastructure 1 LS 90,750.00 90,750
Site Security Systems 1 LS 8,525.00 8,525
Sub-Contractor Overhead and profit 15% 311,630.00 46,745

Total For Site Electrical Utilities 897,138
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Updated Campus Master Plan

UPDATED CAMPUS MASTER PLAN

DESIGN 2017-19, CONSTRUGTION 2019-21
DESIGN 2019-21, CONSTRUCTION 2021-23
DESIGN 2019-21, CONSTRUCTION 2021-23
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Updated Campus Master Plan

2017-2027 CAMPUS MASTER PLAN

The STE(A)M Center is the next replacement project in the college’s Facilities
Master Plan. The project addresses the institutional goals articulated in the master
plan of building community, increasing accessibility, and fostering sustainable
practices.

FACILITIES MASTER PLAN- CAPITAL PROJECT LIST:

1. Health Sciences and Advanced Manufacturing Classroom Complex

Project Type: Replacement

A new 70,000 sf development consisting of a Design 2017-2019
55,000 sf building that serves dental hygiene,
phlebotomy, medical lab technician, biology,
anatomy and chemistry programs alongside a
15,000 advanced manufacturing building.

Construction | 2019-2021

2. STE(A)M Education Center

Project Type: Replacement

A new 50,000 sf building to provide space for
interdisciplinary learning that serves nursing
math and music programs while including general
purpose classrooms that support STEM related
programs in the adjacent Health Sciences and
Advanced Manufacturing Classroom Complex Construction | 2021-2023

Design 2019-2021

3. Auto Tech Expansion

Project Type: Matching

A new 50,000 sf building to provide space for
interdisciplinary learning that serves nursing
math and music programs while including general
purpose classrooms that support STEM related
programs in the adjacent Health Sciences and
Advanced Manufacturing Classroom Complex Construction | 2021-2023

Design 2019-2021
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30-Year Facilities Master Plan

30-YEAR FACILITIES MASTER PLAN
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Site Plan
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Building Plans

BUILDING PLANS
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Building Plans
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Building Plans
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Building Plans
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Building Plans
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Building Plans

STE(A)M Educational Center - Looking Northwest

STE(A)M Educational Center - Looking Northeast
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Exterior Circulation Space Calculations

EXTERIOR CIRCULATION SPACE CALCULATIONS
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October 20, 2017
Project: Shoreline Community College Facility Assessment of Buildings 800, 2200 and 2300

The structural review of four buildings on Shoreline Community College campus includes evaluation for adequacy
over an additional 20 to 30 year life span. Our scope of work was limited to a structural evaluation of the vertical
load (self-weight and occupancy) and lateral load (wind and seismic) carrying systems of the primary structure.
This report represents our opinion based on our review of the original drawings, our on-site observations, and
limited calculations. No finishes were removed to observe structure and no in-situ testing of the materials was
performed. Investigation of the non-structural components, such as interior partitions, architectural finishes, and
decorative facades, etc. was not part of the scope of work.

Our seismic evaluation of the structure followed the recommendations of the 2013 ASCE Seismic Evaluation and
Retrofit of Existing Buildings (ASCE 41-13) which is the national standard for the seismic evaluation of existing
structures. In interpreting the results, engineering judgment based on experience with similar structures has been
applied.

Executive Summary:

Many of the structures on Shoreline Community College campus were constructed in the early 1960’s and 1970’s
and were not designed and detailed to the same earthquake standards as they would need today. These buildings
are showing signs of deterioration due to the exposure of the structure at the exterior and in the crawlspaces
below the structures.

The buildings evaluated in this study employ a variety of structural systems including precast concrete, structural
brick walls, wood framed roofs, steel framing. All of these materials have problems with deterioration with
exposure over time. This is discussed further for each structure in the sections below but in general the concerns
are:

e Precast concrete floor systems are connected with embedded steel plates and welded joints. Many of the
connections in these buildings are exposed to moisture and weather. Some rust was observed at the
embedded plates but spalling of the concrete was not observed.

e  Structural brick walls on these buildings appear to be in relatively good condition with minimal signs of
mortar deterioration. The walls are under-reinforced but because these particular buildings have long
sections of solid walls on each side of the building, the walls themselves are not as much of a concern as
their connections. The connections of the walls to the roof diaphragms and to the floors are inadequate
to transfer seismic forces.

e Wood roof framing exposed to weather is showing many signs of deterioration in the framing and the
sheathing. This not only affects the weather protection but the performance of a structure in a major
earthquake.

e Steel braced frame lateral force resisting systems do not poses ductile detailing and are susceptible to
fracture and poor energy dissipation during a seismic event.
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Assessment:

The basic structural evaluation has included brief on-site visual observations of the visible portions of the
structures. The study also includes a review of available construction drawings.

Vertical Load System

Vertical loads consist of the building weight, roof snow loads, and floor occupancy loads. Our limited evaluation of
the structures indicates they are adequate for typical classroom and office loading.

Lateral Load System — Wind

Wind loads are not a concern for the primary structural system due to the buildings being one and two stories tall.

Lateral Load System — Seismic

The buildings have been reviewed for seismic safety based on ASCE 41-13. The purpose of an earthquake
assessment is to determine the risk to human life posed by damage or failure of structures in a major earthquake.
This evaluation has been for Life-Safety level of building performance. This means that in order for a building to be
acceptable it must limit the damage that could cause a risk to the occupants of death or serious injury. The goal is
for occupants to exit safely but the building may be damaged by the earthquake. Damage may be so extensive as
to not be economically repairable.

The buildings located on the campus have experienced minor ground motions numerous times in their lifetime and
show no damage from the earthquakes.

Geotechnical:

Geotechnical information has not been provided for the specific buildings in this study however based on previous
work on the campus we know that the site has stable soils. No settlement was noticed during our site visit.

Building Descriptions and General Deficiencies (Summary of Findings):

Building 800

Building 800 is a two-story 20,150 square foot structure built in 1976. The structure consists of concrete
foundation walls and spread footings supporting steel framed beams and columns at the second level
with a 10” thick “Pre-Block” floor system and topping slab diaphragm supported by tension-only braced
frames at the interior framing bay. Roof framing consists of truss joists, glulam and steel beams with a %”
plywood roof diaphragm attached to perimeter plywood framed shear walls with brick siding at the
exterior wall. Diaphragms are considered flexible for both roof plywood and floor topping slabs. Given
the various vertical and horizontal irregularities identified in the review below, this system will not
perform well in a seismic event.

Our review indicates the following:

e  Brick siding: Efflorescence and staining due to water behind the masonry is visible near the second
floor entrance at the bridge. Organic growth and staining near roof flashing is present in several
locations around the roof. Waterproofing and flashing should be reviewed to address the moisture
concerns observed.

e  Bridge Connectivity: The bridge serving the upper level building entrance appears to be tied directly
to the building and abutment without a seismic joint. This hard connection to the hillside will induce
an extreme torsional irregularity in the lateral force resisting system for which this system is not
designed to accommodate.
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Lateral System: The offset in exterior walls from the upper level to the lower level creates a
discontinuous shear wall condition and constitutes a vertical irregularity in the lateral force resisting
system for which this system does not appear to have been designed for.

Lateral System: The upper level shear walls are much stiffer than the lower level tension-only braced
frames which leads to a soft-story condition. This condition is classified as a vertical irregularity in the
lateral force resisting system for which this system does not appear to have been designed for.

Tension-Only Bracing: The braced frames in this building are not detailed for ductile yielding for
seismic loading consistent with the requirements of the current building code. This system is
expected to perform poorly under cyclic seismic loading given the myriad vertical and horizontal
irregularities present in this structure. Furthermore, joint geometry in the braced frame details are
susceptible to fatigue cracking and the lack of specified toughness in the weld metal may lead to
brittle failure of the connections.

Roof Sheathing Continuity: The roof framing has several levels and many of the diaphragm transitions
include sloping framing with plywood sheathing. The diaphragm lacks continuous diaphragm chords
or proper nailing from roof sheathing to diaphragm blocking at the top of wall. Additional blocking
and nailing is required to transfer lateral forces to the shear walls below.

Topping Slab Diaphragm: The diaphragm connection to the braced frames rely on rebar welded to the
top flange of steel beams. Weldable rebar was not specified in the general notes and welding
ordinary reinforcing may lead to brittle failure in the diaphragm connection.

See “Non-Structural Components and Utilities” section below for additional comments.

Building 800 Remediation Strategy

The following recommendations are provided to increase the serviceable life of the building given the
deficiencies noted above:

1. Independent support of the bridge will be necessary to de-couple the lateral force resisting
system of the building from the bridge abutment and remove the extreme torsional irregularity
from the system.

a. Provide a reinforced concrete moment frame on a grade beam foundation system.

b. Member sizes are anticipated to be on the order of 18” x 30” for columns, 18” x 24” for
beam and 48” x 48” for the grade beam.

c. Reinforcing density will be in the range of 500 pounds per cubic yard.

d. Existing connections to the building structure will need to be severed and seismically
jointed.

2. The soft-story and the vertical irregularity caused by the small, tension only steel X-bracing will
need to be addressed by adding modern steel X-bracing detailed for the code level lateral forces.

a. Assume two bays of 5” diameter pipe X-braces will be added to each side of the
building.

b. Existing beams and columns will be strengthened to accommodate the increased
loading and gusset plates will be welded between beams and columns to accommodate
the braces.

c. Existing foundations will require epoxy grouted reinforcing doweled into the face and
additional spread footing area scabbed on to accommodate increased demands.

3. Roof diaphragm chords and drag members will be added from below (where feasible) to
augment the diaphragm capacity. Where access from below is not feasible, roofing will be
removed to install reinforcing.
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a. Assume 20 % of the roof level will require supplemental blocking, strapping and nailing.

4. The topping slab diaphragm at the steel framed floors will likely require a continuous angle ledge
or plate expansion anchored to the Pre-Block joists and welded to the steel beams to address the
brittle diaphragm connection concerns.

a. Assume 400 linear feet of steel angle reinforcement, expansion anchors at 24” oc and
field welding.

Building 2200

Building 2200 is a one-story, 6,500 square foot structure built in 1965. The building consists of concrete
foundation walls with embedded plates that are welded to embed plates in concrete pre-tensioned
double T-beams. Exterior walls are reinforced structural brick with anchored plates welded to embed
plates in foundation walls and concrete rim beams that uniformly distribute loads. The concrete beams
are connected to the glulam roof beams with embedded steel plates with buckets bolted to the beams.
Diaphragms are considered flexible with roof plywood and floor topping slabs.

Our review indicates the following:

e  Roof Deterioration: Damage is visible at numerous ends of the glulam beams and around roof drains.
Painting, staining or otherwise protecting the roof framing is recommended to prevent further
damage and damaged roof sheathing near drains should be removed and replaced.

e  Brick Wall Shear Strength: The brick walls are under-reinforced by today’s code requirements. This
deficiency includes the reinforcing between the brick walls and the concrete rim beams. The quantity
of wall length in this building makes the risk to life-safety lower than the other buildings.

e Roof to Wall Connection: The connections at the top of the masonry walls do not provide adequate
transfer of seismic forces from the roof to the walls. These are plywood panels nailed in between the
glulam beams. The nailing between the roof sheathing and the panels and bolts between the panels
and the concrete rim beam are deficient. Additional blocking and anchorage to the concrete is
needed on all perimeters of the building.

e  Floor to Lower Wall Connection: The floor double-tee beams are welded to steel embedded plates in
the lower concrete walls. These plates and welds are exposed to weather and shows signs of rust and
separation from the concrete. There are 4” thick concrete closure sections between beams that are
too lightly reinforced to transfer seismic forces to the lower walls. Depending on the condition of the
welds and the plates, the floor framing may not remain anchored to the lower walls in a major
earthquake and excessive movement in the structure would occur.

e  Rooftop Mechanical Framing: The rooftop mechanical framing and enclosure consist of steel posts
bolted to the glulam beams supporting a steel platform. Seismic loads for rooftop mechanical
platforms are amplified due to their location above the building. These cantilevered columns systems
supporting rooftop platforms do not perform well in a seismic event.

e See “Non-Structural Components and Utilities” section below for additional comments.

Building 2200 Remediation Strategy

The following recommendations are provided to increase the serviceable life of the building given the
deficiencies noted above:

1 The connection from concrete rim to roof diaphragm will require supplemental framing.

a. Assume 250 lineal feet of supplemental blocking and nailing for rim with Simpson clips
at 24” o.c. and expansion anchors to concrete at 48” o.c.
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2 Embedded plates which tie the floor framing to the foundation walls will likely require stitch
plates and expansion anchors to tie the pre-cast double tees to the foundation.

a. Assume 130 steel stitch plates with (4) expansion anchors each.
3 Mechanical rooftop equipment support will require lateral bracing.
a. Assume field bolted angle brace kickers at each column.

b. Assume all exposed steel to be galvanized and any modifications to exposed steel will
require touch-up of the galvanizing.

Building 2300

Building 2300 is a one-story, 17,700 square foot structure built in 1970 with a partial daylight basement
and crawl space. The building consists of concrete spread footings and basement walls with embedded
plates that are welded to embed plates in concrete pre-tensioned double T-beams. Exterior walls above
grade are lightly reinforced masonry supporting a concrete header above. The concrete beams are
connected to the glulam roof beams with embedded steel plates with buckets bolted to the beams. Wood
framed shear panels are located between the glulam beams from the roof sheathing to the top of
concrete beam, except where louvers are located per the architect. The lateral force resisting system
consists of plywood sheathed interior shear walls around the perimeter of the auditorium anchored to the
topping slab with %” diameter anchor bolts. Diagonal steel rod X-bracing is provided to transfer lateral
forces from the steel framed high roof to the wood framed low roof level. Diaphragms are considered
flexible with metal deck high roof, plywood low roof and concrete floor topping slabs. The style and
details of construction are the same as the earlier buildings built in 1965.

Our review indicates the following:

e  Roof Deterioration: Damage is visible at the ends of the glulam beams and staining is present on the
underside of wood framed roof overhang. Painting, staining or otherwise protecting the wood
framing is recommended to prevent further damage.

e Roof Sheathing: The roof sheathing of this building is indicated as 1-1/8” plywood. This is better than
the 2x t&g boards used on the earlier buildings however the nailing specified on the construction
documents is insufficient for seismic forces in the sub-diaphragms.

e Diaphragm Reinforcement at Openings: Due to the size of the opening in the wood framed low roof,
reinforcing is needed to resolve sub-diaphragm forces at re-entrant corners. Without reinforcement,
the diaphragm tends to split / rip at these corner conditions resulting in a loss of load transfer to the
lateral force resisting elements.

e  Brick Wall Shear Strength: The brick walls are under-reinforced by today’s code requirements. This
deficiency includes the reinforcing between the brick walls and the concrete rim beams. Although the
quantity of wall length helps reduce the risk to life-safety, the walls are expected to be damaged
beyond repair in a major earthquake.

e Roof to Wall Connection: The connections at the top of the masonry walls do not provide adequate
transfer of seismic forces from the roof to the walls. These are plywood panels nailed in between the
glulam beams. The nailing between the roof sheathing and the panels and bolts between the panels
and the concrete rim beam are deficient. Additional blocking and anchorage to the concrete is
needed on all perimeters of the building. Out-of-plane forces on the masonry walls are resisted
through the saddle connection of the glulam beams to the concrete wall header, a connection that is
currently not sufficient to transfer forces in a major earthquake.

e See “Non-Structural Components and Utilities” section below for additional comments.
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Building 2300 Remediation Strategy

The following recommendations are provided to increase the serviceable life of the building given the
deficiencies noted above:

1.
2.

Assume additional diaphragm nailing is required over 75% of the roof area.

Assume additional diaphragm blocking, nailing and strapping is required over approximately 20%
of the roof area.

The connection from concrete rim to roof diaphragm will require supplemental framing.

a. Assume 300 lineal feet of supplemental blocking and nailing for rim with Simpson clips
at 24” o.c. and expansion anchors to concrete at 48” o.c.

Non-structural Components and Utilities:

Significant damage and injury can occur in earthquakes due to non-structural items. Current building
codes require anchorage of items such as tall shelving and mechanical units. At the time that most of
these buildings were constructed this anchorage was not a construction standard. The non-structural
items were not reviewed as part of the study however it was noticed that there was an overall lack of
anchorage. The following lists some of the typical components that often fail in earthquake causing risk to
life-safety, exiting and building damage:

Conclusion:

Hung ceilings, light fixtures, sprinklers need to have lateral bracing.

Shelving and storage racks need to be anchored to the floor or walls.

Mechanical and electrical units need to be bolted to floor or roof framing.

Piping in multi-story buildings needs to be braced so that failure does not cause water damage.
Gas and water lines entering buildings need expansion joints to allow building movement.

Bio hoods and units containing hazardous materials need to be braced to walls or floor.

The general conclusions for this study are given in the top of the document under Executive Summary. Individual
building comments are listed under Building Descriptions and General Deficiencies.

Owen Bower, PE, SE
Associate Principal

Lund Opsahl
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CIVIL REPORT

. . Client: Schacht/Aslani Architects Sheet 1 of 4
Reld |dd|ﬂt0“ Project:_Shoreline Community College Design by DCY

728 134th Street SW - Suite 200

Everett, WA 98204 Allied Health & Music Building PRR Date: 10/05/2017

Ph: (425) 741-3800

Fax: (425) 741-3900 Drainage & Utility Narratives - Renovation Checked by: _ DCY

Project No. _212017.017

The following is the civil utilities section to be included in the overall report.

SANITARY SEWER SYSTEM

General Description

The college campus sewer system is owned and operated by Shoreline Community College. The
sewer service purveyor is Ronald Wastewater District. Public sewer service to the campus is
provided at the intersection of Carlyle Hall Road NW and Greenwood Avenue NW, where the
college system connects to the public system.

Sanitary sewage from campus buildings is collected through side sewers to 8- or 10-inch sewer
mains. These sewer mains convey sewage flows to a manhole in the parking lot east of
Building 5000. From there, a sewer main conveys the flows down a steep hill to the intersection
of Carlyle Hall Road NW and Greenwood Avenue NW.

Building 800 is separated from the rest of the college sewer system. Sewage from this building is
discharged directly to the public sewer main in Greenwood Avenue NW.

BUILDING 800

Existing System
Unlike the rest of the buildings on the campus, sanitary sewer service to Building 800 is

provided by a side sewer connecting directly to the public sewer main in Greenwood Avenue
NW. The side sewer is 6 inches in diameter. The pipe material is unknown.

Proposed Improvements

Renovation of Building 800 will require replacement of the existing side sewer service line.
Having been in service for more than 50 years, the side sewer has likely reached its design life,
and a new service line will serve the building continually for decades to come. Building 800's
new plumbing system may demand new connection points for rerouting of the side sewer. The
replacement side sewer line should also connect to the public main in Greenwood Avenue NW.
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BUILDING 2300

Existing System

An 8-inch sewer main running south to north provides service to Building 2300. A side sewer
service line connects the building to this sewer main. At the manhole outside the southwest
corner of Building 2500, the sewer main turns west and runs between Building 2500 and
Building 2600 to a 10-inch sewer main under the east campus circulation road. The 10-inch
sewer main runs from northwest to southeast and connects to the sewer manhole in the parking
lot east of Building 5000 as described in the General Description section. From there, a sewer
main conveys the sewage to the existing public sewer main in Carlyle Hall Road NW where it
intersects with Greenwood Avenue NW.

Proposed Improvements

Renovation of Building 2300 will require replacement of the existing side sewer service line.
Having been in service for nearly 50 years, the side sewer has likely reached its design life, and a
new service line will serve the building continually for decades to come. Building 2300's new
plumbing system may demand new connection points for rerouting of the side sewer.

BUILDING 2200

Existing System
See Building 2300.

Proposed Improvements

Renovation of Building 2200 will require replacement of the existing side sewer service line.
Having been in service for nearly 50 years, the side sewer has likely reached its design life, and a
new service line will serve the building continually for decades to come. Building 2200's new
plumbing system may demand new connection points for rerouting of the side sewer.

WATER SYSTEM

General Description

The North City Water District provides water for Shoreline Community College. Water is
provided to the college campus from a 12-inch public water main along Carlyle Hall Road
North. A 12-inch-diameter main enters the campus through a master meter at the intersection of
Carlyle Hall Road North and Greenwood Avenue North. Shoreline Community College owns
and operates the water system downstream of the master meter.

Downstream of the master meter, a 12-inch ductile iron (DI) water main runs southwest through
a pump station that provides a pressure boost for the system. The water main then runs uphill to
the main campus near Building 3000. The 12-inch DI main branches out and loops the campus
along the main circulation road.
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Static water pressure at the campus varies considerably due to campus topography. The North
City Water District system is able to deliver a large flow to the master meter and the pump
station. The existing pump station was designed to deliver 3,200 GPM water flow at 65 psi to the
highest point on the campus.

BUILDING 800

Existing System

Water service to Building 800 is provided from the college water main in the main circulation
road east of the PUB parking lot. From this water main, an 8-inch ductile iron main brings water
to the entrance of the building access road. A fire hydrant is located at the end of this water
main.

Domestic water service to Building 800 is provided from this 8-inch water main. The water main
also provides water to the building fire sprinkler system through a double check valve assembly
and a post indicator valve at the entrance of the building access road.

Proposed Improvements

Given the age of the domestic and fire protection water service lines (installed in 1989), these
service lines may still be in good condition to serve the renovated building for two more decades
if their sizes are still adequate for the renovated building.

New fire hydrants, one in the front and another near the back of the building, will be required for
the renovated building. The existing fire hydrant at the entrance of the access road is too far for
the building in current code. The existing access road will need to be widened for fire truck
access to the new fire hydrant in the front of the building. A new fire truck access and turn-
around will need to be provided to the new fire hydrant near the back of the building.

BUILDING 2300

Existing System

An 8-inch water main wraps Building 2300 on its west and north sides. This water main connects
north to the campus water main loop under the campus circulation loop. Water service to
Building 2300 is provided from this 8-inch water main for both domestic and fire protection
services. Two fire hydrants are located distantly to the north of the building.

Proposed Improvements

New domestic water service and water for the building fire sprinkler service are required for the
renovated building. A backflow preventer and a post indicator valve are required on the fire
sprinkler service line. In addition, a new fire department connection is required.

At least one new fire hydrant will be required on the southwest side of the building. A new
8-inch water main extension is required to provide water to feed the new fire hydrant. The access
path between Building 2500 and Building 2300 will need to be widened and improved to provide
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fire truck access to the new fire hydrant. The access road will need to have a hammer-head for
fire truck turnaround.

BUILDING 2200

Existing System
The closest water mains to Building 2200 are near the southwest and northeast corners of

Building 2300. It is unknown at this point how water is brought to serve this building from the
nearby water mains. No fire hydrant is at or near the building site.

Proposed Improvements

New domestic water service and water for the building fire sprinkler service are likely required
for the renovated building. A backflow preventer and a post indicator valve are required on the
fire sprinkler service line. In addition, a new fire department connection is required.

At least one new fire hydrant will be required for the renovated building. A new 8-inch water
main extension is required to bring water from the existing water main near the southwest corner
of Building 1800 to feed the new fire hydrant. The new water main extension can also provide
domestic and fire sprinkler services to the building. A new fire truck access road is required from
the Building 1800 area to the new fire hydrant near the building. The access road will need to
have a hammer-head for fire truck turnaround.

NATURAL GAS

General Description

The natural gas system at the college campus is owned and operated by Puget Sound Energy
(PSE). The campus gas pipe system originates from a 4-inch gas main at the intersection of
Carlyle Hall Road NW and Greenwood Ave NW. The 4-inch gas line runs southwest, continues
up the hill to the main college campus, and extends to southeast of Building 1500. At this
location, the gas main branches into two 2-inch lines running in the south and north directions.
The north branch runs northwest to provide gas services to buildings on the northern part the
campus. Each building served is equipped with an individual gas meter.

BUILDING 800

Existing System
Building 800 is not served by natural gas.

Proposed Improvements

If natural gas service is required for the renovated building, a new gas line will be needed. The
gas service line can connect to either the gas main east of Building 500 or the gas main in
Greenwood Avenue NW. A new gas meter is required.
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BUILDING 2300

Existing System
A 2-inch gas main runs around the northeast corner of Building 2300. The building is current
served by natural gas. The gas meter is located on the north side of the building.

Proposed Improvements

Renovation of Building 2300 will likely require a new service line from the nearby existing gas
main to the building. A new regulator and a meter are likely required.

BUILDING 2200

Existing System
Building 2200 is not served by natural gas. A 2-inch gas main runs through the site on the west
side of the building.

Proposed Improvements

If natural gas is needed for the renovated building, gas service can be provided from the nearby
main to the building. A new regulator and a meter are required.

STORM DRAINAGE SYSTEM

General Description

Shoreline Community College owns and operates storm drainage systems inside the college
campus. The majority of the college campus drains to Boeing Creek. Storm runoff from the
Buildings 2200 and 2300 area is collected into underground pipe systems. The collected water is
conveyed east by first 12-inch and then 18-inch storm mains to the northeast corner of

Building 2900. The 18-inch storm main turns south there and connects to a manhole east of
Building 5000. From the manhole, water flows northeast through an 18-inch pipe and discharges
to Boeing Creek.

Storm runoff from Building 800's roof and the immediately adjacent area is collected into
underground pipe systems. The collected water is either conveyed to the 18-inch main that goes
down to Boeing Creek or discharged to the adjacent ravine. Given that the ravine is closely
adjacent, it is assumed that it drains to the ravine, but this needs to be verified.

Buildings 800, 2200, and 2300 were constructed before stormwater management was required.
Therefore, there are no existing detention and water quality facilities in these areas.
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BUILDING 800

Existing System
See General Description.

Proposed Improvements

Assuming the renovation will occur mainly interiorly within the current building footprint, storm
runoff from the building roof will be collected by a roof drain system as is. The existing roof
drain and area drain system may need to be updated and replaced depending on the condition of
the existing system.

Expanding, extending, and repaving the fire truck access road will likely trigger stormwater
management requirement. An on-site flow control facility (detention) is likely needed. Given the
site topography and location, an underground vault or tank is likely a preferred option. Storm
runoff from pollutant-generating impervious areas, such as the motor vehicle access areas, will
need to be treated to meet the water quality treatment requirements before being discharged off
the site.

Low Impact Design (LID) is required by city code. LID elements, such as a bioretention facility,
will need to be implemented with the proposed development.

BUILDING 2300

Existing System
See General Description.

Proposed Improvements

Assuming the renovation will occur mainly interiorly within the current building footprint, storm
runoff from the building roof will be collected by an area drain system as is. The existing area
drain system may need to be updated and replaced depending on the condition of the existing
system. The footing and wall drain will likely need to be replaced after having been in service
many years.

Creating a new fire truck access road will trigger stormwater management requirements. An on-
site flow control facility (detention) will be needed. Given Building 2300's location and site
topography, an underground vault or tank is likely a preferred option. Storm runoff from
pollutant-generating impervious areas, such as the motor vehicle access areas, will need to be
treated to meet the water quality treatment requirements before being discharged off the site.

Low Impact Design (LID) is required by city code. LID elements, such as a bioretention facility,
will need to be implemented with the proposed development.
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BUILDING 2200

Existing System
See General Description.

Proposed Improvements

Assuming the renovation will occur mainly interiorly within the current building footprint, storm
runoff from the building's roof will be collected by an area system as is. The existing area drain
system may need to be updated and replaced depending on the condition of the existing system.

Creating a new fire truck access road will trigger stormwater management requirements. An on-
site flow control facility (detention) will be needed. Given Building 2200's location and site
topography, an underground vault or tank is likely a preferred option. Storm runoff from
pollutant-generating impervious areas, such as the motor vehicle access areas, will need to be
treated to meet the water quality treatment requirements before being discharged off the site.

Low Impact Design (LID) is required by city code. LID elements, such as a bioretention facility,
will need to be implemented with the proposed development.

92 Shoreline Community College | Project Request Report



Design Team Engineering - Existing Conditions

MECHANICAL AND ELECTRICAL REPORT

Information Resource

A. Field investigation performed September 5% 2017
B. Various existing drawings of the facility from SCC

General Overview

The existing Music Building (building 800) at Shoreline Community College is a late 70’s vintage
building with various program spaces including classrooms, sound studio rooms, instrument
storage, professor offices and a large choral and instrumental teaching spaces. All of these
spaces are located on the “upper floor” as the building was built up above grade with some
general support spaces below for domestic water, fire and electrical gear. An addition was
added on later directly below the upper floor. These spaces included additional classrooms,
offices, storage and other spaces. There is no elevator between these levels. Plumbing fixtures
are all original and do not meet ADA or water conservation requirements. In general, the
overall mechanical systems appear to be in fair to poor condition serving the upper floor. At
40+ years old, many of the mechanical systems are at or near the end of their economic and
useful life. The lower floor added on is utilizing a more recent variable refrigerant flow (VRF)
type system, however, ventilation air was not added to this lower level space.

The existing Health Science classroom building (building 2200) is a late 50’s / early 60’s vintage
building with nine classroom spaces that open to the exterior of the building. There are not
any offices within this facility or corridor/ancillary type spaces. There are not any restrooms
serving this facility. The HVAC system does not have cooling provided to this building. The
heating comes from a small central plant from building 2400. The central plant in building 2400
has a boiler that is 50+ years old that is still running and another boiler that has been removed
from service due to failure. A third boiler was added at a smaller capacity to fit in the available
space as a temporary solution. There is no sprinkler service for this building.

The existing Health Science large lecture hall building (building 2300) is an early 70’s vintage
building with a large lecture hall, two classrooms, workroom, conference rooms, 18 offices and
support spaces on the main floor. The basement level was originally configured for storage and
mechanical space/electrical space. A portion of the floor was reconfigured into two classroom
type spaces. Stairs are required to get into these classrooms. No elevator exists for these
rooms. Fire sprinklers exist on the main floor, but not at the floor below. Plumbing fixtures are
all original and do not meet current ADA or water conservation requirements. In general, the
overall mechanical systems appear to be in fair to poor condition serving the upper floor. The
lower floor stole capacity from the existing system to serve the lower floor classrooms added.
Ventilation capacity is below health code levels as a result. The building has its own boiler
plant. No cooling was available for this building. At 45+ years old, many of the mechanical
systems are at or near the end of their economic and useful life.
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Description of the Existing Mechanical Systems and Assessment
Music Building (Building 800)

Life Safety / Fire Protection system

1. Fire Sprinklers: The fire sprinkler system for this building serves both the upper and
lower floor of the building. The heads are not quick response type meeting current
code requirements. Some storage areas do not meet the spacing requirements.

Plumbing Systems

1. Piping: The domestic water system is primarily galvanized and copper with some spot
repairs and minimal ADA upgrades completed. The waste and vent system could not be
viewed as part of this site study with the exception of some vent lines replaced with
ABS as part of repair work. The system is original.

2. Domestic Water Heating: The domestic water heating system has been replaced at
least once over the course of the buildings life. The current water heaters are both
beyond its service life and in need of replacement.

3. Plumbing Fixtures: The plumbing fixtures are a mix of original on the upper floor and
conservation saving fixtures on the lower floor. Full ADA restrooms were added to the
restrooms at the lower level when built out. The original water closets use 3.6
Gals/flush and urinals use 1.6 gals/flush wasting significant water and not meeting
current environmental standards. The drinking fountains do not meet ADA
requirements.

HVAC System

1. Supply/Ventilation Air and HVAC Equipment Upper Floor: The supply air is provided
from built-up PACE HVAC equipment located within the attic space between the large
volume classroom spaces. The large classroom spaces have dedicated HVAC units while
the smaller studios utilize constant heat and vent with poor man pneumatic motorized
damper control at each of the sound studios and classrooms. Large louvers are spread
throughout the building to support the spaces. Cooling units were added to each of the
units through remote DX equipment located on grade outside of the building. All of the
support and return ductwork is connected without the use of plenums. It could not be
determined if full outside air economizer was configured for these units. Based on the
size of the return ductwork, it is not likely that the HVAC units are set up for
economizer as they vary in size from the supply ductwork. All of the HVAC equipment
is from the original construction. The ventilation air requirement was before the sick
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building syndrome in the 80’s and is likely not providing enough ventilation air to meet
current health code standards.

2. Supply/Ventilation Air and HVAC Equipment Lower Floor: The supply air is provided
from Mitsubishi VRF units at each space through centralized units. No ventilation

ductwork could be confirmed at each unit. The heating and cooling is through two
remote Mitsubishi Multicity VRF heat pump units that provide both heating and
cooling. It is estimated that this system is 4-8 years old. Ventilation air requirement
does not meet current health code standards.

3. Exhaust Air: The building has exhaust provided at the restroom spaces. Exhaust is not
provided at the heavy copy areas not meeting current health code requirements.

4. Central Plant: There is no existing central plant for this building. Heating is through
electric re-heat coils at the main HVAC units serving various zones. DX coils were added
for cooling. No central chilled water is being provided through a central plant.

5. Heat Recovery: There is no heat recovery for this building.
6. Energy Management Control System: The control system within the building is a

partially original pneumatic system with some upgrades to an energy management
system. Some of the main air handlers have been upgraded to an energy management
system as systems have failed. There is no scheduling at the thermostats or setback
controls. The current system does not meet the current energy code.

Mechanical Code / Health Code / Energy Code

1. The ventilation for the building does not currently meet the requirements for outside
air. A demand control ventilation system has not been installed on the main air
handlers serving the building. The mechanical system is a constant heating and
ventilation system without variable speed drives or the proper energy management
system to reset the temperature within the air handlers appropriately. Many of the
thermostats and air handler components are still using pneumatic controls that operate
24/7 and are not connected to the energy management system. The mechanical
systems and controls installed have not met the energy code for at least the last twenty
years.
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Recommendations of Proposed Mechanical System Approach for Renovation
Music Building (Building 800)

Life Safety / Fire Protection System

1. Fire Sprinklers: A new fire sprinkler system is required throughout the facility utilizing
quick response heads. The most likely location for the main fire riser is within the
basement area where the main switchgear and compressor for the pneumatic system is
located. The riser with backflow device would be located in this location. The fire
department connection would be located outside the building on the South wall at the
upper level near the entrance. A fire hydrant is required to be within 50 feet of the fire
department connection. Piping would be distributed throughout. A dry system is likely
required based on coverage in the basement storage room that is not currently heated
as well as the attic space with mechanical equipment.

Plumbing Systems

1. Piping: The domestic water system will replaced with new throughout with the
exception of the sanitary waste piping. It is suggested that a scoping exercise be done
to understand the condition of the existing piping and to quantitate the exact location
of the piping and its depth for building upgrades.

2. Domestic Water Heating: The domestic water heating system will be new. The
proposed system is a combination of an instantaneous hot water heater and a heat
pump based hot water system as gas has not been brought to this location on site. The
smaller tank size will allow for some capacity and recirculation. Since no showers or
heavy hot water use is required, the instantaneous will save energy and provide the hot
water when needed.

3. Plumbing Fixtures: The plumbing fixtures will be replaced with new throughout
including water closets, urinals, lavatories, drinking fountains with bottle fillers, mop
sinks and general use sinks as indicated on the architectural plans. Fixtures will meet
ADA requirements and be water conservation type.

HVAC System

1. Supply/Ventilation Air and HVAC Equipment: The existing built-up air handlers are to
be replaced in the current location for the choir and band locations. The louvers will
need to be increased in size to support the ventilation air and economizer air
requirement. These spaces are assembly type and exempt from the DOAS requirement.
The remaining classrooms, offices and practice rooms will require a DOAS and VRF
system to each space. The DOAS unit would be located in the mechanical attic with
new ventilation ductwork routed to each VRF HVAC unit for each zone. Return
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ductwork from each zone will be routed back to the DOAS unit for heat recovery.
Remote heat pump VRF units will provide the heating and cooling to each of the VRF
HVAC units at each zone. Condensate lines from each unit will be pumped back to an
approved discharge location. The VRF HVAC units can be in room type units, ceiling
cassette style or a fan coil type unit. Each VRF HVAC unit would have Merv 13 filtration
meeting LEED requirements. The DOAS unit will also have an air filtration system and
will be provided with both a 2” pre-filter and a 4” filter meeting MERV 13 requirements
or higher.

2. Exhaust Air: The restroom spaces will be enlarged to support the restroom upgrades.
The exhaust system will be replaced with new and updated to support the increased
fixture count. Where heavy copying is shown on the plans, a dedicated exhaust system
will be provide to meet the current health code.

3. Central Plant: No central plant is recommended for this site based on gas not being
available. A refrigerant based VRF system is recommended based on the comments
above.

4. Heat Recovery: Heat recovery will be provided through a flat plate heat exchanger with

latent energy recovery as part of the DOAS unit.

5. Energy Management Control System: The College utilizes an energy management
system (EMS). The entire system will be updated and brought up to current energy
code and campus standards. The EMS system will have a connection to the fire alarm,
lighting, sub-meters and security systems.

Description of the Existing Mechanical Systems and Assessment
Health Science Classroom Building (Building 2200)

Life Safety / Fire Protection system

1. Fire Sprinklers: fire sprinkler system does not currently exist for this building. Building
code has changed for educational facilities greater than 5,000 SF to be sprinkled. The
code changed from 10,000 SF to 5,000 SF in 2009.

Plumbing Systems

1. There are no fixtures or restrooms as part of this facility. A code review based on
distances to restrooms and drinking fountains to other buildings needs to be confirmed
that distances have not been exceeded.
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HVAC System

1. Supply/Ventilation Air and HVAC Equipment: The supply air is provided from HVAC
units located within soffited areas within each of the classroom spaces. The outside air

comes from the roof and is distributed into the classrooms through sidewall diffusers at
the soffits. Return air circulates from the bottom of the soffit. Relief air is through
above door louvers. These louvers are completely open to the exterior without any
back draft or motorized dampers letting debris and outside air directly into the building.
Current code requires motorized dampers at relief louvers. The size off the supply
grilles indicated that the ventilation air requirement for the quantity of people and
square footage is not being met. Ductwork distribution is limited to the soffits.

2. Exhaust Air: The building does not have any exhaust system.

3. Central Plant: There is no existing central plant for this building. Heating is through a
remote central plant from building 2400. The central plant is older than this building,
2200. One of the boilers has been removed from service due to failure. The second
remaining boiler is original and has seen better days and is close to failure. A
temporary boiler has been brought to building, but based on the square footage of the
room is smaller in capacity than the one that failed. This project can be decoupled from
the central plant, however, it is highly recommended to replace the boiler plant as part
of this remodel. Chilled water and cooling is not being provided.

4. Heat Recovery: There is no heat recovery for this building.
5. Energy Management Control System: The control system within the building is an

original pneumatic system. There is no scheduling at the thermostats or setback
controls. The current system does not meet the current energy code.

Recommendations of Proposed Mechanical System Approach for Renovation
Health Science Classroom Building (Building 2200)

Life Safety / Fire Protection System

1. Fire Sprinklers: A new fire sprinkler system will be provided throughout the facility
utilizing quick response heads. With a sprinkler system not existing previously, a
location within the building to locate a riser will be required. One classroom has a
storage room that could potentially be utilized. An FDC will also be required to be
located at the exterior within 50 feet of a fire hydrant. Location near fire truck access is
needed. The exterior soffited areas will likely require sprinkler protection as well since
the construction is of combustible materials and is within 20 feet of other buildings.
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Piping would be distributed throughout. A dry system is likely based on the exterior
coverage requirement.

Plumbing Systems

1. Based on whether fixtures and restrooms are required, the following are the
recommended upgrades for the plumbing systems.

2. Piping: The domestic water system will be new throughout including the sanitary waste
piping.
3. Domestic Water Heating: The domestic water heating system will be new. The

proposed system is a combination of an instantaneous hot water heater and a heat
pump based hot water system as gas has not been brought to this location on site. The
smaller tank size will allow for some capacity and recirculation. Since no showers or
heavy hot water use is required, the instantaneous will save energy and provide the hot
water when needed.

4. Plumbing Fixtures: Any new plumbing fixtures will be new and as indicated on the
architectural plans.

HVAC System

2. Supply/Ventilation Air and HVAC Equipment: The classrooms will require a DOAS and
VRF unit to each space. The DOAS unit would be located on the roof with new
ventilation ductwork routed to each VRF HVAC unit for each zone. Return ductwork
from each zone will be routed back to the DOAS unit for heat recovery. A remote heat
pump VRF unit located on the roof will provide the heating and cooling to each of the
VRF HVAC units at each zone. Condensate lines from each unit will be pumped back to
an approved discharge location (most probable location is the roof if plumbing systems
are not added to the facility). The VRF HVAC units can be in room type units, ceiling
cassette style or a fan coil type unit. Fan coils are most likely in the soffited area and
ducted to sidewall grilles. The louvers at the exterior would be sealed closed or
removed and patched. Each VRF HVAC unit would have Merv 13 filtration meeting
LEED requirements. The DOAS unit will also have an air filtration system and will be
provided with both a 2” pre-filter and a 4” filter meeting MERV 13 requirements or

higher.
2. Exhaust Air: If a restroom is added, an exhaust fan will be required.
3. Central Plant: No central plant is recommended for this site based on gas not being

available and the condition of the existing central plant. A refrigerant based VRF
system is recommended based on the comments above.
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4. Heat Recovery: Heat recovery will be provided through a flat plate heat exchanger with
latent energy recovery as part of the DOAS unit.

5. Energy Management Control System: The College utilizes an energy management
system (EMS). The entire system will be updated and brought up to current energy
code and campus standards. The EMS system will have a connection to the fire alarm,

lighting, sub-meters and security systems.

Description of the Existing Mechanical Systems and Assessment
Health Science Lecture and Classroom Building (Building 2300)

Life Safety / Fire Protection system

1. Fire Sprinklers: The fire sprinkler system for this building serves the upper floor only.
The lower floor of the building does not have a fire sprinkler system throughout. The
fire sprinkler header is located in the lower level on the North side. The heads are not
quick response type meeting current code requirements. The entire building is
required to be sprinkled to meet current code and life safety requirements.

Plumbing Systems

1. Piping: The domestic water system is primarily galvanized and copper with some spot
repairs and minimal ADA upgrades completed. The waste and vent system could not be
viewed as part of this site study with the exception of some vent lines replaced with
ABS as part of repair work. The system is mostly original. It does appear that some
restroom work was done around 15-20 years ago to support adding fixtures for a
women’s restroom. There are no restrooms or mop sinks at the lower level.

2. Domestic Water Heating: The domestic water heating system has been replaced at
least once over the course of the buildings life. The current water heater is beyond its
service life and in need of replacement.

3. Plumbing Fixtures: The plumbing fixtures are a mix of original and some from 15-20
years ago. Original restrooms were modified to try and support ADA requirements.
Some fixtures were removed as part of this process. The current configuration does not
meet current ADA requirements. The original water closets use 3.6 Gals/flush and
urinals use 1.6 gals/flush wasting significant water and not meeting current
environmental standards. The drinking fountains do not meet ADA requirements.
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HVAC System

1. Supply/Ventilation Air and HVAC Equipment Upper Floor: The supply air is provided
from two built-up HVAC units located within the lower level mechanical room. It
appears that the large lecture hall is served from one unit that is in the center of the
building. The second unit appears to be a constant heat and vent unit that serves all of
the permiter offices and the two classrooms with exterior walls. The offices appear to

utilize constant heat and vent with poor man pneumatic motorized damper control at
each of the classroom or office with some having reheat coils. Louvers are located in
the mechanical room for ventilation air and are sized large enough to support offices
and classrooms from a ventilation standpoint, although should be verified. The lecture
hall unit ventilation air requirement is not adequate and needs to be increased. The
units do not have any cooling. It could not be determined if full outside air economizer
was configured for these units. Based on the size of the return ductwork, it is not likely
that the HVAC units are set up for economizer as they vary in size from the supply
ductwork. All of the HVAC equipment is from the original construction. The ventilation
air requirement was before the sick building syndrome in the 80’s and is likely not
providing enough ventilation air to meet current health code standards.

Supply/Ventilation Air and HVAC Equipment Lower Floor: The supply air has been

scabbed from the classroom unit for the two added classroom training type classes
within the lower level. The ventilation is definitely not adequate. Return air could not
be located from these spaces.

2. Exhaust Air: The building has exhaust provided at the restroom spaces. Exhaust is not
provided at the heavy copy areas not meeting current health code requirements.

3. Central Plant: There is an existing hydronic heating central plant for this building
located in the mechanical room. Current health code does not allow boiler plants to be
in the same room as HVAC units. Concern is related to carbon monoxide poisoning or
flue gases getting into the ductwork based on the negative pressure of the room. The
heating plant is original with some components no longer functioning. Portions of the
plant have been overridden to make the system operational.

4. Heat Recovery: There is no heat recovery for this building.
5. Energy Management Control System: The control system within the building is the

original pneumatic system with some upgrades to an energy management system.
Some of the main air handler components (actuators) have been upgraded to an energy
management system as systems have failed. There is no scheduling at the thermostats
or setback controls. The current system does not meet the current energy code.
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Mechanical Code / Health Code / Energy Code

1. The ventilation for the building does not currently meet the requirements for outside
air. A demand control ventilation system has not been installed on the main air
handlers serving the building. The mechanical system is a constant heating and
ventilation system without variable speed drives or the proper energy management
system to reset the temperature within the air handlers appropriately. The
thermostats and air handler components are still using pneumatic controls that operate
24/7 and are not connected to the energy management system. The mechanical
systems and controls installed have not met the energy code for at least the last twenty
years.

Recommendations of Proposed Mechanical System Approach for Renovation
Health Science Lecture and Classroom Building (Building 2300)

Life Safety / Fire Protection System

1. Fire Sprinklers: A new fire sprinkler system is required throughout the facility utilizing
quick response heads. The main fire riser is within the basement area and can be
reconfigured to support the new system and added square footage required. The fire
department connection would be located directly outside from the riser on the side of
the building on the North wall. A fire hydrant is required to be within 50 feet of the fire
department connection. Piping would be distributed throughout. A dry system is likely
required based on coverage in the basement mechanical room and crawl spaces that is
not currently heated.

Plumbing Systems

1. Piping: The domestic water system will replaced with new throughout with the
exception of the sanitary waste piping. It is suggested that a scoping exercise be done
to understand the condition of the existing piping and to quantitate the exact location
of the piping and its depth for building upgrades.

2. Domestic Water Heating: The domestic water heating system will be new. The
proposed system is a combination of an instantaneous hot water heater and a heat
pump based hot water system as gas has not been brought to this location on site. The
smaller tank size will allow for some capacity and recirculation. Since no showers or
heavy hot water use is required, the instantaneous will save energy and provide the hot
water when needed.

3. Plumbing Fixtures: The plumbing fixtures will be replaced with new throughout
including water closets, urinals, lavatories, drinking fountains with bottle fillers, mop
sinks and general use sinks as indicated on the architectural plans. Fixtures will meet
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ADA requirements and be water conservation type. Since an elevator does not exist, it
is likely that a restroom will be required at the lower level along with a mop sink and
drinking fountain meeting current IBC and UPC requirements.

HVAC System

1. Supply/Ventilation Air and HVAC Equipment: The large lecture hall is considered an
assembly type space and is not required to meet the requirement of being DOAS from
the energy code. The HVAC system could be replaced in kind with modified ductwork
to support economizer and ventilation requirements. The classrooms, offices and
support spaces will require a DOAS system and VRF HVAC unit to each space or a high
efficient VAV system meeting current energy code or an alternative system exceeding
the energy code requirements. Since some of the spaces have lab facilities and blood is
drawn, a high performance VAV system will meet the air change requirement for these
types of spaces. Both systems could be utilized to balance the approach at the varying
locations. The DOAS unit would be located in the mechanical room at the lower level
mechanical room with new ventilation ductwork routed to each VRF HVAC unit for each
zone. Return ductwork from each zone will be routed back to the DOAS unit for heat
recovery. Remote heat pump VRF units will provide the heating and cooling to each of
the VRF HVAC units at each zone. Condensate lines from each unit will be pumped back
to an approved discharge location. The VRF HVAC units can be in room type units,
ceiling cassette style or a fan coil type unit. Each VRF HVAC unit would have Merv 13
filtration meeting LEED requirements. The DOAS unit will also have an air filtration
system and will be provided with both a 2” pre-filter and a 4” filter meeting MERV 13
requirements or higher. The alternate high performance VAV system would replace the
VRF HVAC units with variable air volume (VAV) boxes. The DOAS system would be
replaced with an HVAC unit sized large enough to support the DOAS requirement as
well as the high performance VAV meeting the energy code. Hydronic heating would
be required as part of the VAV system. Cooling would be provided at the main air
handler only.

2. Exhaust Air: The restroom spaces will be enlarged to support the restroom upgrades.
The exhaust system will be replaced with new and updated to support the increased
fixture count. Where heavy copying is shown on the plans, a dedicated exhaust system
will be provide to meet the current health code.

3. Central Plant: No central plant is recommended for this site based on the VRF
approach. If the boiler plant is replaced utilizing the high performance VAV option,
then the plant would be located in the lower level mechanical room or crawl space
area. The HVAC equipment would be required to be separated from the central plant.
The system would be new with pumps utilizing low temperature hydronic hot water.
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Cooling would come from a high performance water to air heat pump located outside
or on the roof.

4, Heat Recovery: Heat recovery will be provided through a flat plate heat exchanger with
latent energy recovery as part of the DOAS unit or HVAC unit.

5. Energy Management Control System: The College utilizes an energy management
system (EMS). The entire system will be updated and brought up to current energy
code and campus standards. The EMS system will have a connection to the fire alarm,
lighting, sub-meters and security systems.
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ELECTRICAL NARRATIVE — RENOVATION ALTERNATIVE
Information Resource

A. Field investigation performed September 5% 2017
B. Various existing drawings of the facility from Shoreline Community College

General Overview

The existing Music Building (Building 800) at Shoreline Community College is a late 70’s vintage
building with various program spaces including classrooms, sound studio rooms, instrument
storage, professor offices and a large choral and instrumental teaching space. All of these
spaces are located on the “upper floor” as the building was built up above grade with some
general support spaces below for electrical systems, domestic water and fire. An addition was
added on later directly below the upper floor. These spaces included additional classrooms,
offices, storage and other spaces. There is no elevator between these levels.

The existing Health Science Classroom Building (Building 2200) is a late 60’s vintage building
with nine classroom spaces that open to the exterior of the building. There are not any offices
within this facility or corridor/ancillary type spaces. There are not any restrooms serving this
facility.

The existing Nursing Education Building (Building 2300) is an early 70’s vintage building with a
large lecture hall, two classrooms, workroom, conference rooms, faculty offices and support
spaces on the main floor. The basement level was originally configured for storage and
mechanical and electrical rooms; a portion of the floor was reconfigured into two
classroom/nursing lab type spaces. Stairs are required to get into these lower level classrooms.
No elevator exists.

Description of the Existing Electrical Systems

In general, the overall electrical systems for these buildings appear to be in fair condition but at
40+ years old, are at or near the end of their economic and useful life. Selective remodels were
completed in Buildings 800 and 2300, but core electrical systems are predominantly original.

Power Distribution
Each of the buildings receives power from the Shoreline Community College (customer-owned)
underground campus primary power distribution system at 4,160 Volts.

Building 800 is served from campus primary radial feeder “E”. A 500kVA, dry-type secondary
unit substation is installed in the basement — accessed from grade - providing approximately 28
VA/sf capacity at 480Y/277 Volts which appears to be adequate for the current building
program. Branch panelboards are installed within the basement electrical room and
throughout the building to serve building loads. Almost all of the power distribution
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equipment in Building 800 is original, manufactured by Square D, and is UL listed. Availability
of spare parts for this vintage of equipment is limited.

Building 2200 is served from campus primary radial feeder “C”, which routes via Buildings 2400
and 2900. A 300kVA, dry-type secondary unit substation is installed below the building, in a
sheltered (not enclosed) area. This space is accessed via areaway grate and ladder which is an
electrical safety concern. In addition to Building 2200, this unit substation also serves adjacent
Building 1800. The systems provides approximately 20 VA/sf capacity at 208Y/120 Volts which
appears to be adequate for the current building program. Branch panelboards are installed
within the basement electrical room and throughout the building to serve building loads.
Almost all of the power distribution equipment in Building 2200 is original, manufactured by
Square D, and is UL listed. Availability of spare parts for this vintage of equipment is very
limited.

Building 2300 is served from campus primary radial feeder “D”, which routes via Buildings 2500
and 50000. A 225kVA, dry-type secondary unit substation is installed within the lower level
electrical room within the building, accessed from grade. The primary power system feeds
through this building, to a downstream pad-mounted transformer serving Buildings 2000 and
2100. The system provides approximately 13 VA/sf capacity at 480Y/277 Volts which is not
adequate for a typical skilled nursing building program. Branch panelboards are installed
within the basement electrical room and throughout the building to serve building loads.
Almost all of the power distribution equipment in Building 2300 is original, manufactured by
Westinghouse, and is UL listed. Availability of spare parts for this vintage of equipment is very
limited.

A power monitoring/metering system was not observed at any of the buildings reviewed. An
emergency or standby generator or central inverter power system was not present in any of
the buildings.

Lighting and Lighting Controls Systems
In each of the buildings, the existing building lighting systems consists primarily of fluorescent

sources, complemented with compact fluorescent and some incandescent where original
dimming was utilized. The majority of fluorescent fixtures have been upgraded to T8 lamps
and ballasts. Exterior lighting consists of building mounted HID wallpacks, a few of which have
been replaced with LED fixtures.

Code-required egress lighting - consisting of wall-mounted unit equipment (aka “bugeyes”)
with integral batteries - is very limited and does not appear to be adequate to meet code
requirements. Exit lights are LED, but do not contain integral batteries required by code.

Existing lighting controls are generally pretty basic, utilizing relays and contactors for control of
banks of lights. Very limited occupancy sensing controls have been added over the years.
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Fire Alarm System
The existing campus fire alarm system is a Simplex system, with individual building headend
panels reporting back to the campus headend in Building 900.

Building 800 has a Simplex 4020 series fire alarm control panel that appears to be in fair
condition, with no alarms or trouble signals present on the system. Fire alarm field devices
consist of manual pull stations at the building exits, very limited smoke detection and limited
horn/strobe coverage. Devices appear to be original. The current installation does not meet
ADA requirements for visual notification and accessibility to manual pull stations.

Building 2200 has limited fire alarm system provisions. Fire alarm field devices consist of
limited horn/strobe coverage. Devices appear to be original. The current installation does not
meet ADA requirements for visual notification.

Building 2300 has an older Simplex fire alarm control panel. Fire alarm field devices consist of
manual pull stations at the building exits, very limited smoke detection and limited horn/strobe
coverage. The current installation does not meet ADA requirements for visual notification and
accessibility to manual pull stations.

Telecommunications Structured Cabling System

The existing telecommunications structured cabling system for buildings 800, 2200, and 2300
has been installed, expanded, and modified in phases and separate projects over the history of
these facilities. The infrastructure has been implemented as retrofit projects in buildings that
were not originally designed to house modern technology. As a result the telecommunications
spaces, pathways, and cabling have limited ability to be expanded or upgraded. The existing
infrastructure is not up to current industry standards and is not adequate to support current
technology such as Voice over IP (VolP) telephony, Power over Ethernet (POE), and streaming
video applications. The buildings are connected to the campus optical fiber and copper
backbone cabling systems. The existing backbone cabling does not have the capacity or
bandwidth to adequately transport the voice, data, and video application required to support
the current and long-term academic and administrative programs and meet the objectives of
the College. The existing campus telecommunications backbone cabling and pathways for
buildings 2000 and 2100 route through building 2300. Therefore work impacting building 2300
will also impact the telecommunications services to buildings 2000 and 2100.

Security Systems
The buildings currently have limited to no intrusion detection, access control, or video
surveillance systems to protect the property and the occupants of the building.
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Recommendations of Proposed Electrical System Approach for Renovation

General

The existing electrical and telecommunications systems for Buildings 800, 2200 and 2300 are
generally 40+ years old and at or near the end of their economic and useful lives. A substantial
renovation would trigger code required upgrades to electrical, life safety and energy related
electrical systems. In addition, new systems would be required to extend the life of the existing
buildings, and align with the anticipated new programmatic requirements. Because of these
factors, we anticipate complete electrical and telecommunications system replacement for
these buildings.

Power Distribution
New power distribution would be provided for the buildings, including secondary unit

substations, main building switchboard, branch panelboards, transformers and related work.
Power monitoring systems would be required to meet new energy code and RCW requirements
for energy reporting.

Lighting and Lighting Controls
New interior and exterior lighting will be provided utilizing energy-effici